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FOREWORD 
 
 
This Malaysian Standard was developed by the Working Group on PVC-C Pipes and Fittings 
under the authority of the Industry Standards Committee on Plastics and Plastics Products. 
 
This Malaysian Standard consists of the following parts, under the general title, Chlorinated 
poly(vinyl chloride) (PVC-C) plastics piping systems: 
 
Part 1: Specification for Schedules 40 and 80 pipes 
 
Part 2: Specification for Schedule 40 socket-type pipe fittings 
 
Part 3: Specification for Schedule 80 pipe fittings 
 
Compliance with a Malaysian Standard does not of itself confer immunity from legal obligations. 
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CHLORINATED POLY(VINYL CHLORIDE) (PVC-C) PLASTIC PIPING 
SYSTEM - PART 1: SPECIFICATION FOR SCHEDULES 40 AND 80 PIPES  

 
 

1. Scope 
 
1.1 This Malaysian Standard covers chlorinated poly(vinyl chloride) (PVC-C) pipe made in 
Schedules 40 and 80 sizes and pressure-rated for water (see Annex A). Included are criteria for 
classifying PVC-C plastic pipe materials and PVC-C plastic pipe, a system of nomenclature for 
PVC-C plastic pipe and requirements and test methods for materials, workmanship, dimensions, 
sustained pressure, burst pressure, flattening and extrusion quality. Methods of marking are also 
given.  
 
NOTE. The sustained and burst pressure test requirements, and the pressure ratings in Annex A, are calculated from 
stress values obtained from tests made on pipe 50 mm (2 inch) and smaller. However, tests on larger pipe have shown 
these stress values to be valid.  

 
1.2 The products covered by this standard are intended for use with the distribution of 
pressurised liquids only, which are chemically compatible with the piping materials. 
 
NOTES: 
 
1. Due to inherent hazards associated with testing components and systems with compressed air or other compressed 
gases some manufacturers do not allow pneumatic testing of their products. Consult with specific product or component 
manufacturers for their specific testing procedures prior to pneumatic testing. 

 
2. Pressurised (compressed) air or other compressed gases contain large amounts of stored energy which present 
serious safety hazards should a system fail for any reason. 

 
 

2.  Normative references 
 
The following normative references are indispensable for the application of this standard. For 
dated references, only the edition cited applies. For undated references, the latest edition of the 
normative reference (including any amendments) applies. 
 
MS ISO 291, Plastics - Standard atmospheres for conditioning and testing  
 
MS 1440, Glossary of terms for plastics 
 
MS 1583 (all parts), Suitability of non-metallic products for use in contact with water intended for 
human consumption with regard to their effect on the quality of the water  
 
MS 2046, Rigid poly(vinyl chloride) (PVC) compounds and chlorinated poly(vinyl chloride) (PVC-
C) compounds - Specification 
 
ASTM D 1598, Standard test method for time-to-failure of plastic pipe under constant internal 
pressure 
 
ASTM D 1599, Standard test method for short-time hydraulic failure pressure of plastic pipe, 
tubing, and fittings 
 
ASTM D 1785, Standard specification for poly(vinyl chloride) (PVC) plastic pipe, Schedules 40, 
80, and 120 
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ASTM D 2122, Standard test method for determining dimensions of thermoplastic pipe and 
fittings 
 
ASTM D 2837, Standard test method for obtaining hydrostatic design basis for thermoplastic pipe 
materials 
 
ASTM F 412, Standard terminology relating to plastic piping systems 
 
 

3.  Definitions 

 
For the purposes of this standard, the definitions given in MS 1440, ASTM F 412 and the 
following apply, unless otherwise indicated. 
 
3.1  Hydrostatic design stress 
 
The estimated maximum tensile stress the material is capable of withstanding continuously with a 
high degree of certainty that failure of the pipe will not occur. This stress is circumferential when 
internal hydrostatic water pressure is applied.  
 
3.2  Pressure rating (PR)  
 
The estimated maximum water pressure the pipe is capable of withstanding continuously with a 
high degree of certainty that failure of the pipe will not occur. 
 
3.3 Relation between dimensions, design stress and pressure rating  
 
The following expression, commonly known as the ISO equation, is used in this standard to relate 
dimensions, hydrostatic design stress and pressure rating: 
 

2 S/P = (D0/t) - 1 
 
where, 
 
S is the hydrostatic design stress, psi ( MPa); 
 
P is the pressure rating, psi (MPa); 
 
D0 is the average outside diameter, inch (mm ); and 
 
t is the minimum wall thickness, inch (mm). 
 
 

4.  Classification  
 
4.1  General 
 
This standard covers PVC-C pipe made from one (see A1.2) PVC-C plastic pipe material in 
Schedule 40 and 80 sizes.  
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4.2 Hydrostatic design stresses  
 
This standard covers PVC-C pipe made from PVC-C plastic as defined by hydrostatic design 
stresses which have been developed on the basis of long-term tests (see Annex A).  
 
 

5. Materials and manufacture  
 
5.1 General 
 
PVC-C plastics used to make pipe meeting the requirements of this specification are categorised 
by means of two criteria, both at 23 °C and 82 °C (73 °F and 180 °F), namely; 
 
a) short-term strength tests; and 
 
b) long-term hydrostatic strength tests.  
 
5.2 Material  
 
This standard covers PVC-C pipe made from compounds meeting the requirements of Class 
23447 as defined in MS 2046. The materials shall have hydrostatic design stress listings equal to 
or greater than 2 000 psi (13.80 MPa) at 23 °C (73 °F) and 500 psi (3.45 MPa) at 82 °C  
(180 °F) when evaluated in accordance with ASTM D 2837.  
 
NOTE. Mechanical strength, heat resistance, flammability, and chemical resistance properties are as specified in MS 
2046. 

 
5.3  Rework material 
 
Rework material shall not be used. 
 
5.4  Raw material compounding 
 
Pipes manufacturing shall not be allowed to do compounding of raw materials. For this purpose 
the pipes manufacturer shall make a declaration on the materials they used to make the finished 
product. 
 
5.5 Effect on water quality  
 
When used under conditions for which they are designed, materials used for the manufacture of 
PVC-C Pipes intended for the conveyance of water for human consumption shall comply with MS 
1583 series. 
 
 

6. Requirements 
 
The values stated in either inch-pound units or SI units are to be regarded separately as 
standard. The values stated in each system are not exact equivalents; therefore, each system 
shall be used independently of the other. Combining values from the two systems may result in 
nonconformance with the standard. 
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6.1 Dimensions and tolerances 
 
6.1.1 Dimensions and tolerances shall be as shown in Tables 1 and 2 when measured in 
accordance with ASTM D 2122. The tolerances for out-of-roundness shall apply only to pipe prior 
to shipment.  
 
6.1.2 Wall thickness range 
 
The wall thickness range shall not exceed 12 % when measured in accordance with ASTM   D 
2122.  
 
6.2 Sustained pressure 
 
The pipe shall not fail, balloon, burst or weep as defined in ASTM D 1598, at the test pressures 
given in Table 3, when tested in accordance with 8.4. 
 
6.2.1 Accelerated regression test 
 
The accelerated regression test shall be used in place of both the sustained and burst pressure 
tests at the option of the manufacturer. The test shall be conducted in accordance with 8.4.1.  
 
The pipe shall demonstrate a hydrostatic design basis projection at the 100 000 h intercept that 
meets the hydrostatic design basis category requirement (see Table 1, ASTM D 2837) for the 
PVC-C material used in its manufacture. If the lower confidence value at 100 000 h differs from 
the extrapolated LTHS value by more than 15 % of the latter; or M in Appendix X3 (ASTM 
D 2837) is zero or negative; or b in the Equation X2.7 as per in Appendix X2 (ASTM D 2837) is 
positive, the data should be considered as unsuitable. 
 
6.3 Burst pressure 
 
The minimum burst pressures for PVC-C plastic pipe shall be as given in Table 4, when 
determined in accordance with ASTM D 1599. 
 
6.4 Flattening 
 
There shall be no evidence of splitting, cracking or breaking when the pipe is tested in 
accordance with 8.5.  
 
 

7. Workmanship, finish and appearance  
 
The pipe shall be homogeneous throughout and free from visible cracks, holes, foreign inclusions 
or other defects. The pipe shall be as uniform as commercially practicable in colour, opacity, 
density and other physical properties.  
 
NOTE. Colour and transparency or opacity should be specified in the contract or purchase order.  
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8. Test methods 
 
The following safety hazards caveat pertains only to this clause 8 of this standard. This standard 
does not purport to address all of the safety concerns, if any, associated with its use. It is the 
responsibility of the user of this standard to establish appropriate safety and health practices and 
determine the applicability of regulatory limitations prior to use. 
 
8.1 Conditioning 
 
Condition the test specimens at (27 ± 2) °C and (65 ± 5) % relative humidity for not less than 40 h 
prior to test in accordance with MS ISO 291, for those tests where conditioning is required. 
 
8.2 Test conditions 
 
Conduct tests in the standard laboratory atmosphere of (27 ± 2) °C and (65 ± 5) % relative 
humidity, unless otherwise specified in the test methods or in this standard.  
 
8.3 Sampling 
 
The selection of the sample or samples of pipe shall be as agreed upon by the purchaser and the 
seller. In case of no prior agreement, any sample selected by the testing laboratory shall be 
deemed adequate.  
 
8.3.1 Test specimens 
 
Not less than 50 % of the test specimens required for any pressure test shall have at least a part 
of the marking in their central sections. The central section is that portion of pipe which is at least 
one pipe diameter away from an end closure. 
 
8.4 Sustained pressure test 
 
Select the test specimens at random. Test individually with water at the internal pressures given 
in Table 3, six specimens of pipe, each specimen at least 10 times the nominal diameter in 
length, but not less than 10 inch (250 mm ) or more than 3 ft (1 000 mm ) between end closures 
and bearing the permanent marking on the pipe. Maintain the specimens at the pressure 
indicated for a period of 1 000 h. Hold the pressure as closely as possible, but within ± 10 psi (± 
69 kPa). Condition the specimens at the test temperature of (23 ± 2) °C ((73± 2) °F). Test in 
accordance with ASTM D 1598, except maintain the pressure at the values given in Table 3 for 1 
000 h. Evidence of failure of the pipe shall be as defined in ASTM D 1598.  
 
8.4.1 Accelerated regression test 
 
Test in accordance with procedures in ASTM D 1598, using either free end or restrained end 
fittings. A minimum of six specimens shall be tested. Test three specimens at a single pressure 
that will result in failures at or below 0.10 h. Test an additional three specimens at a single 
pressure that will result in failures at about 200 h. Additional data points may be generated if 
necessary to improve the LTHS or LCL, or both. No points shall be excluded unless an obvious 
defect is detected in the failure area of the test sample, or there was an obvious malfunction of 
the test equipment. Characterise the data using the least-squares regression described in ASTM 
D 2837. 
 
CAUTION. Since the rupture of the test specimen is expected in quick burst and high stress regression testing, well 
shielded test equipment and protective personal equipment should be used when conducting the tests. 
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8.5 Flattening 
 
Flatten three specimens of the pipe, 2 inch (50 mm) long, between parallel plates in a suitable 
press until the distance between the plates is 40 % of the outside diameter of the pipe or the walls 
of the pipe touch, whichever occurs first. The rate of loading shall be uniform and such that the 
compression is completed within 2 min to 5 min. On removal of the load examine the specimens 
for evidence of splitting, cracking or breaking. 
 
 

9. Retest and rejection 
 
If the results of any test(s) do not meet the requirements of this standard, the test(s) shall be 
conducted again only by agreement between the purchaser and the seller. Under such 
agreement, minimum requirements shall not be lowered, changed or modified, nor shall 
specification limits be changed. If upon retest, failure occurs, the quantity of product represented 
by the test(s) does not meet the requirements of this standard. 
 
 

10. Marking  
 
10.1  Quality of marking 
 
The marking shall be applied to the pipe in such a manner that it remains legible (easily read) 
after installation and inspection. 
 
10.2  Content of marking 
 
Marking on the pipe shall include the following, spaced at intervals of not more than 1.5 m (5 ft):  
 
a) manufacturer's name (or trade mark) and code; 
 
b) production date or production batch; 
 
c) nominal pipe size (e.g. 50 mm (2 inch); 
 
d) Schedule size (40 or 80, which ever is applicable) and the pressure rating for water at 23 

°C (73 °F) shown as the number followed by psi (e.g. 200 psi (1 380 kPa)). When the 
indicated pressure rating is lower than that calculated in accordance with 8.4 (see Annex 
A), this shall be indicated by placing a star after the pressure rating; 

 
e) type of plastic pipe material in accordance with the designation code prescribed in  (e.g. 

PVC-C 4120); and 
 
f) number of this standard, provided the product is certified by a recognized certification body. 
 
10.2.1 Certified manufacturer shall comply with the marking requirement introduced by the 
respective certification body. The information shall be marked at least on the packaging. 
 
 

11. Certification mark 
 
Each pipe, may by arrangement with a recognised certification body, be marked with the 
certification mark of that body, provided the product conforms to the requirement of this standard  
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Table 1.  Outside diameters and tolerances for PVC-C plastic pipe, Schedules 40 and 80 
 

   Dimension in inch (millimetres) 

  Tolerances 

   
Maximum out-of-roundness 

(maximum minus minimum diameter) 

Nominal 
pipe size 

 

Outside diameter 
 

 Schedule 40 sizes 
3 ½ inch and over; 

Schedule 80 
sizes 8 inch and 

over 

Schedule 40 sizes 
3 inch and less; 

Schedule 80 sizes 
6 inch and less 

¼ (8) 0.540 (13.7) ± 0.004 (0.10) ... 0.016 (0.41) 

3
/8 (10) 0.675 (17.1) ± 0.004 (0.10) ... 0.016 (0.41) 

½ (15) 0.840 (21.3) ± 0.004 (0.10) ... 0.016 (0.41) 

¾ (20) 1.050 (26.7) ± 0.004 (0.10) ... 0.020 (0.51) 

1 (25) 1.315 (33.4) ± 0.005 (0.13) ... 0.020 (0.51) 

1 ¼ (32) 1.660 (42.2) ± 0.005 (0.13) ... 0.024 (0.61) 

1 ½ (40) 1.900 (48.3) ± 0.006 (0.15) ... 0.024 (0.61) 

2 (50) 2.375 (60.3) ± 0.006 (0.15) ... 0.024 (0.61) 

2 ½ (65) 2.875 (73.0) ± 0.007 (0.18) ... 0.030 (0.76) 

3 (80) 3.500 (88.9) ± 0.008 (0.20) . . . 0.030 (0.76) 

3 ½ (90) 4.000 (101.6) ± 0.008 (0.20) 0.100 (2.54) 0.030 (0.76) 

4 (100) 4.500 (114.3) ± 0.009 (0.23) 0.100 (2.54) 0.030 (0.76) 

5 (125) 5.563 (141.3) ± 0.010 (0.25) 0.100 (2.54) 0.060 (1.52) 

6 (150) 6.625 (168.3) ± 0.011 (0.28) 0.100 (2.54) 0.070 (1.78) 

8 (200) 8.625 (219.1) ± 0.015 (0.38) 0.150 (3.81) 0.090 (2.29) 

10 (250) 10.750 (273.1) ± 0.015 (0.38) 0.150 (3.81) 0.100 (2.54) 

12 (300) 12.750 (323.9) ± 0.015 (0.38) 0.150 (3.81) 0.120 (3.05) 

14 (350) 14.000 (355.6) ± 0.015 (0.380) 0.200 (5.08) ... 

16 (400) 16.000 (406.4) ± 0.019 (0.480) 0.320 (8.13) ... 
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Table 2.  Wall thicknesses and tolerances for PVC-C plastic pipe, Schedules 40 and 80  
 

  Dimensions in inch 
a,b

 (millimetres) 

Wall thickness
a

 

Schedule 40 Schedule 80 
Nominal pipe 

size 

Minimum Tolerance Minimum Tolerance 

¼ (8) 0.088 (2.24) + 0.020 (0.51) 0.119 (3.02) + 0.020 (0.510) 
3
/8 (10) 0.091 (2.31) + 0.020 (0.51) 0.126 (3.20) + 0.020 (0.51) 

½ (15) 0.109 (2.77) + 0.020 (0.51) 0.147 (3.73) + 0.020 (0.51) 

¾ (20) 0.113 (2.87) + 0.020 (0.51) 0.154 (3.91) + 0.020 (0.51) 

1 (25) 0.133 (3.38) + 0.020 (0.51) 0.179 (4.55) + 0.021 (0.53) 

1 ¼ (32) 0.140 (3.56) + 0.020 (0.51) 0.191 (4.85) + 0.023 (0.58) 

1 ½ (40) 0.145 (3.68) + 0.020 (0.51) 0.200 (5.08) + 0.024 (0.61) 

2 (50) 0.154 (3.91) + 0.020 (0.51) 0.218 (5.54) + 0.026 (0.66) 

2 ½ (65) 0.203 (5.16) + 0.024 (0.61) 0.276 (7.01) + 0.033 (0.84) 

3 (80) 0.216 (5.49) + 0.026 (0.66) 0.300 (7.62) + 0.036 (0.91) 

3 ½ (90) 0.226 (5.74) + 0.027 (0.68) 0.318 (8.08) + 0.038 (0.96) 

4 (100) 0.237 (6.02) + 0.028 (0.71) 0.337 (8.56) + 0.040 (1.02) 

5 (125) 0.258 (6.55) + 0.031 (0.79) 0.375 (9.52) + 0.045 (1.14) 

6 (150) 0.280 (7.11) + 0.034 (0.86) 0.432 (10.97) + 0.052 (1.32) 

8 (200) 0.322 (8.18) + 0.039 (0.99) 0.500 (12.70) + 0.060 (1.52) 

10 (250) 0.365 (9.27) + 0.044 (1.12) 0.593 (15.06) + 0.071 (1.80) 

12 (300) 0.406 (10.31) + 0.049 (1.24) 0.687 (17.45) + 0.082 (2.08) 

14 (350) 0.437 (11.10) + 0.053 (+ 1.35) 0.750 (19.05) + 0.090 (+ 2.29) 

16 (400) 0.500 (12.70) + 0.060 (+ 1.52) 0.843 (21.14) + 0.101 (+ 2.57) 

 
a The minimum is the lowest wall thickness of the pipe at any cross section. All tolerances are on the plus side 

of the minimum requirement. 
 
b These dimensions conform to nominal IPS dimensions. 
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Table 3.  Sustained pressure test conditions for water at 23 °C (73 °F) for PVC-C 4120 
plastic pipe, Schedules 40 and 80 

 

Pressure required for test
a

 

Schedule 40 Schedule 80 

Nominal pipe 
size 

[inch (mm)] 
psi kPa psi kPa 

¼ (8) 1 640 11 310 2 370 16 340 
3
/8 (10) 1 310 9 030 1 930 13 310 

½ (15) 1 250 8 620 1 780 12 270 

¾ (20) 1 010 6 960 1 440 9 930 

1 (25) 950 6 550 1 320 9 100 

1 ¼ (32) 770 5 310 1 090 7 520 

1 ½ (40) 690 4 760 990 6 830 

2 (50) 580 4 000 850 5 860 

2 ½ (65) 640 4 410 890 6 140 

3 (80) 590 4 070 790 5 450 

3 ½ (90) 500 3 450 730 5 030 

4 (100) 470 3 240 680 4 690 

5 (125) 410 2 830 610 4 210 

6 (150) 370 2 550 590 4 070 

8 (200) 330 2 280 520 3 590 

10 (250) 300 2 070 490 3 380 

12 (300) 280 1 930 480 3 310 

14 (350) 270 1 890 470 3 290 

16 (400) 270 1 890 470 3 290 

 
a The fibre stress used to derive these test pressures is 4 200 psi (29.0 MPa). 
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Table 4.  Burst pressure requirements for water at 23 °C (73 °F) for PVC-C 4120 plastic 
pipe, Schedules 40 and 80 

 

Minimum burst pressure
a

 

Schedule 40 Schedule 80 
Nominal pipe size 

[inch (mm)] 

psi kPa psi kPa 

¼ (8) 2 490 17 170 3 620 24 960 
3
/8 (10) 1 990 13 720 2 940 20 270 

½ (15) 1 910 13 170 2 720 18 760 

¾ (20) 1 540 10 620 2 200 15 170 

1 (25) 1 440 9 930 2 020 13 930 

1 ¼ (32) 1 180 8 140 1 660 11 450 

1 ½ (40) 1 060 7 310 1 510 10 410 

2 (50) 890 6 140 1 290 8 890 

2 ½ (65) 970 6 690 1 360 9 380 

3 (80) 840 5 790 1 200 8 270 

3 ½ (90) 770 5 310 1 110 7 650 

4 (100) 710 4 900 1 040 7 170 

5 (125) 620 4 270 930 6 410 

6 (150) 560 3 860 890 6 140 

8 (200) 500 3 450 790 5 450 

10 (250) 450 3 100 750 5 170 

12 (300) 420 2 900 730 5 030 

14 (350) 410 2 870 720 5 040 

16 (400) 410 2 870 710 4 970 

 
a The fibre stress used to derive these test pressures is 6 400 psi (44.1 MPa). 
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Annex A 
(informative) 

 
 

Source of hydrostatic design stresses 
 
 
A1.1 The hydrostatic design stress recommended by the Plastics Pipe Institute (PPI) is used to 
pressure rate PVC-C plastic pipe. This hydrostatic design stress is 2 000 psi (13.80 MPa) for 
water at 23 °C (73 °F). This hydrostatic design stress applies only to pipe meeting all the 
requirements of this standard. 
 
A1.2 One PVC-C pipe material is included based on the requirements of MS 2046 and the PPI 
recommended hydrostatic design stress for water at 23 °C (73 °F) which are type IV, Grade 1 
(23447), with a hydrostatic design stress of 2 000 psi (13.80 MPa), designated as PVC-C 4120. 
 
A1.3 The standard method for obtaining hydrostatic basis for thermoplastic pipe materials is 
ASTM D 2837. Additional information regarding the test method and other criteria used in 
developing these hydrostatic design stresses may be obtained from the PPI, a division of The 
Society of the Plastics Industry, 1275 K Street NW, Suite 400, Washington, DC 20005. These 
hydrostatic design stresses may not be suitable for materials that show a wide departure from a 
straight-line plot of log stress versus log time to failure. All the data available to date on PVC-C 
pipe materials made in the United States exhibit a straight-line plot under these plotting 
conditions.  
 
A1.4 The pipe is rated for use with water at 23 °C (73 °F) at the maximum internal pressures 
shown in Tables A1 and A2. Lower pressure rating than those calculated in accordance with 8.4 
may be recommended, at the option of the pipe manufacturer, in which case the SDR shall be 
included in the marking. Experience of the industry indicates that  PVC-C plastic pipe meeting the 
requirements of this specification gives satisfactory service under normal conditions for a long 
period at these pressure ratings. The sustained pressure requirements are related to these 
ratings through the slopes of the strength-time plots of these materials in pipe form. 
 
A1.5 The hydrostatic design stresses recommended by the PPI are based on tests made on 
pipe ranging in size from 0.5 inch to 2 inch.  
 
A1.6 Derating factors suitable for PVC-C pipe conveying water at elevated temperatures are 
shown in Table A1. To determine elevated temperature rating, multiply 27 °C pressure rating by 
appropriate factor as in Table A1 (for pressure rating at 82 °C (180 °F), see Table A4). 
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Table A1.  Derating factors for PVC-C pipe conveying water at elevated temperatures 
 

Temperature 

° C ° F 
Derating factor 

2.5 to 26.7 73 to 80 1.0 

32.2 90 0.91 

37.8 100 0.82 

48.9 120 0.65 

60.0 140 0.50 

71.1 160 0.40 

82.2 180 0.25 

93.3 200 0.20 

 
 

Table A2.  Water pressure ratings at 23 °C (73 °F) for PVC-C 4120
a
 plastic pipe, 

Schedule 40  
 

Pressure ratings 
b
  Nominal pipe size 

[(inch (mm)] psi kPa 

¼ (8) 780 5 380 
3
/8 (10) 620 4 270 

½ (15) 600 4 140 

¾ (20) 480 3 310 

1 (25) 450 3 100 

1 ¼ (32) 370 2 550 

1 ½ (40) 330 2 280 

2 (50) 280 1 930 

2 ½ (65) 300 2 070 

3 (80) 260 1 790 

3 ½ (90) 240 1 650 

4 (100) 220 1 520 

5 (125) 190 1 310 

6 (150) 180 1 240 

8 (200) 160 1 100 

10 (250) 140 970 

12 (300) 130 900 

14 (350) 130 900 

16 (400) 130 900 

 
a
 See A1.2 for code designation.  

 
b These pressure ratings apply only to unthreaded pipe. The industry does not recommend threading PVC-C 

plastic pipe in Schedule 40 dimensions in nominal pipe sizes 6 inch (50 mm) and smaller. 
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Table A3.  Water pressure ratings at 23 °C (73 °F) for PVC-C 4120 plastic pipe,  Schedule 80 
 

Unthreaded Threaded Nominal pipe size 
[inch (mm)] psi kPa psi kPa 

¼ (8) 1 130 7 790 570 3 930 
3
/8 (10) 920 6 340 460 3 170 

½ (15) 850 5 860 420 2 900 

¾ (20) 690 4 760 340 2 340 

1 (25) 630 4 340 320 2 210 

1 ¼ (32) 520 3 590 260 1 790 

1 ½ (40) 470 3 240 240 1 650 

2 (50) 400 2 760 200 1 380 

2 ½ (65) 420 2 900 210 1 450 

3 (80) 370 2 550 190 1 310 

3 ½ (90) 350 2 410 170 1 170 

4 (100) 320 2 210 160 1 100 

5 (125) 290 2 000 140 970 

6 (150) 280 1 930 140 970 

8 (200) 250 1 720 120 830 

10 (250) 230 1 590 120 830 

12 (300) 230 1 590 110 760 

14 (350) 220 1 540 ... ... 

16 (400) 220 1 540 ... ... 
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Table A4.  Water pressure ratings at 82 °C (180 °F) for PVC-C 4120 plastic pipe, 
Schedules 40 and 80 

 
               Dimensions in psi (kPa) 

Nominal pipe 
Size 

[inch(mm)] 
Schedule 40 

Schedule 80 
unthreaded 

Schedule 80 
threaded 

¼ (8) 195 (1 340) 280 (1 930) 140 (970) 
3
/8 (10) 155 (1 070) 230 (1 590) 115 (790) 

½ (15) 150 (1 030) 210 (1 450) 105 (720) 

¾ (20) 120 (830) 170 (1 170) 85 (590) 

1 (25) 110 (760) 155 (1 070) 80 (550) 

1 ¼ (32) 90 (620) 130 (900) 65 (450) 

1 ½ (40) 80 (550) 115 (790) 60 (410) 

2 (50) 70 (480) 100 (690) 50 (340) 

2 ½ (65) 75 (520) 105 (720) 50 (340) 

3 (80) 65 (450) 90 (620) 45 (310) 

3 ½ (90) 60 (410) 85 (590) 40 (280) 

4 (100) 55 (380) 80 (550) 40 (280) 

5 (125) 45 (310) 70 (480) 35 (240) 

6 (150) 45 (310) 70 (480) 35 (240) 

8 (200) 40 (280) 60 (410) 30 (210) 

10 (250) 35 (240) 55 (380) 30 (210) 

12 (300) 30 (210) 55 (380) 25 (170) 

14 (350) 30 (210) 55 (380) 25 (170) 

16 (400) 30 (210) 55 (380) 25 (170) 
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