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Foreword 
 
 
This Malaysian Standard was developed by the Working Group on Smoke Duct, Smoke 
Control and Pressurization under the authority of the Industry Standards Committee on Fire 
Safety and Prevention. 
 
MS 2586 consists of the following parts, under the general title Smoke and heat control 
systems: 
 

Part 1: Specification for smoke barriers 
 
Part 7: Smoke duct sections 
 
Part 10: Power supplies 
 
The following parts are under preparation: 
 
Part 2: Specification for natural smoke and heat exhaust ventilators 
 
Part 3: Specification for powered smoke and heat exhaust ventilators 
 
Part 4: Installed SHEVS systems for smoke and heat ventilation  
 

Part 5: Guidelines on functional recommendations and calculation methods for smoke and 
heat exhaust ventilation systems 

 
Part 6: Specification for pressure differential systems 
 
Part 8: Smoke control dampers 
 
Part 9: Control panels 
 
Compliance with a Malaysian Standard does not of itself confer immunity from legal 
obligations. 
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Introduction 
 
 
This Malaysian Standard contains the basic performance and requirements for smoke control 
duct sections, which are to be used in conjunction with pressure differential systems and 
smoke and heat control systems.  
 
Particular reference is required to EN 1366-8 and EN 1366-9, which define the fire resistance 
testing associated with these products and EN 13501-4, which provides details on their fire 
resistance classification. 
 
Unless it is superseded by an equivalent Malaysian Standard, BS 476:Part 24, Fire tests on 
buildings materials and structures may be referred to as an alternate fire resistant testing 
method for smoke duct.   
 
Smoke control systems are designed to fulfil three basic functions, which are: 
 
a) the extraction of smoke from a single fire compartment to the outside of the building; 
 
b)  the extraction of smoke from fire compartments of a building, using a SHEVS 

connected to one or more fire compartments. The smoke control duct may or may not 
pass through other compartments of the building to reach the outside of the building; 
and 

 
c) the use of pressurisation to maintain smoke free clear areas. 
 
Smoke control ducts are commonly used in smoke and heat control systems. They may serve 
single compartments or a number of different fire compartments. The systems may be 
dedicated smoke extraction or possibly a combined environmental ventilation/smoke 
extraction. 
 
The smoke and heat control system may remove smoke using either high temperature fans 
(in accordance with MS 2586-3) or natural ventilators (in accordance with MS 2586 -2). 
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Figure 1.  Example of powered smoke and heat exhaust ventilation 

 
Smoke control duct sections are intended for use in smoke control ducts to limit leakage in a 
fire and smoke control situation. 
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Smoke and heat control systems - Part 7: Smoke duct sections 
 
 

1  Scope 
 
This Malaysian Standard applies to smoke control duct sections, placed on the market and 
intended to operate as smoke and heat exhaust system. This standard specifies requirements 
and gives reference to the test methods defined for smoke control duct sections and their 
associated components (for example, hangers and other items proven at the time of testing), 
which are intended to be installed in such systems in buildings. It also provides for the 
evaluation of conformity of the products to the requirements of this standard. Furthermore, 
marking and information on installation and maintenance of these products are also given in 
this standard. 
 
To avoid duplication, reference is made to a variety of other standards. To this end, this 
standard is to be read in conjunction with MS 1600-12, EN 1366-8 and EN 1366-9  
for details of the fire resistance testing and EN 13501-4 for corresponding classification. 
 
This standard has not considered in detail the detrimental and/or corrosive effects that may 
be caused by process chemicals present in the atmosphere, which are drawn through the 
system intentionally or inadvertently. 
 
This standard also governs associated components used together with smoke control duct 
sections such as turning vanes and silencers, with the exception of natural and powered 
smoke ventilators and smoke control dampers, which are covered by separate standards. 
 
Ducts for use other than in smoke and heat exhaust/control systems are not covered by this 
standard. 
 
 

2  Normative references 
 
The following normative references are indispensable for the application of this standard. For 
dated references, only the edition cited applies. For undated references, the latest edition of 
the normative reference (including any amendments) applies. 
 
MS 1471, Vocabulary on fire protection 
 

MS 1600-12, Fire resistance tests - Part 12: Service installations - Ducts 
 
MS 2586-6, Smoke and heat control systems - Part 6: Specification for pressure differential 
system 
 
MS ISO 9001, Quality management systems - Requirements 
 
EN ISO 13943, Fire safety - Vocabulary 
 
EN 1366-8, Fire resistance tests for service installations - Part 8: Smoke extraction ducts 
 
EN 1366-9, Fire resistance tests for service installations - Part 9: Single compartment smoke 
extraction ducts 
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EN 13501-4, Fire classification of construction products and building elements - Part 4: 
Classification using data from fire resistance tests on components of smoke control systems 
 
SMACNA - Standard Metal and Air Conditioning Contractors’ National Association, USA 
 
 

3  Terms and definitions 
 
For the purposes of this standard, the terms and definitions given in MS 1471, EN ISO 13943 
and with the following apply. 
 
3.1  air inlet 
 
Opening through which outdoor air is supplied. 
 
3.2  compartment, fire 
 
Part of building comprising one or more rooms or spaces, constructed to prevent spreading of 
fire to or from the remainder of the building for a given period of time. 
 
3.3  damper, smoke 
 
Movable device for smoke control, open or closed in its normal position, which is 
automatically or manually actuated. 
 
3.4  elevated temperature 
 
Temperatures in excess of normal ambient air, below those necessary for fire resistance 
testing, to which smoke and heat exhaust ducts for single compartments are tested. 
 
3.5  natural smoke and heat control system 
 
Smoke and heat ventilation system which uses natural ventilation. 
 
NOTE.  Natural ventilation is caused by buoyancy forces due to differences in density of the gases 
because of temperature differences. 
 

3.6  penetration seal 
 
Product used between the smoke control duct and the fire compartment boundary structure to 
maintain the fire resistance, when tested and having met the requirements of EN 1366-8, at 
the position where a smoke control duct passes through the element. 
 
3.7  powered smoke and heat exhaust system 
 
Smoke and heat ventilation system which utilises a number of hot gas fans that are suitable 
for handling hot gases for a limited period of time which causes the positive displacement of 
gases. 
 
3.8  pressure differential systems 
 
System of fans, ducts, vents and other features provided for the purposes of creating a lower 
pressure in the fire zone than in the protected space, see MS 2586-6. 
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3.9  smoke and heat exhaust ventilation system (SHEVS) 
 
System consisting of products and/or components jointly selected to exhaust smoke and heat. 
 
NOTE.  The products and/or components form a system in order to establish a buoyant layer of warm 
gases above cooler cleaner air. 

 
3.10  smoke and heat exhaust ventilator (SHEV) 
 
Device specially designed to move smoke and hot gases out under conditions of fire. 
 
3.11  smoke barrier 
 
Barrier to restrict the spread of smoke and hot gases from a fire, forming part of the boundary 
of a smoke reservoir or used as a channelling screen, or used as a void edge boundary. 
 
3.12  smoke control damper 
 
Device automatically or manually activated, which may be open or closed in its operational 
position, to control the flow of smoke and hot gases into, from or within a duct. 
 
3.13  smoke control duct - horizontal 
 
Smoke control duct which passes horizontally through vertical walls. 
 
3.14  smoke control duct - multi compartment fire resisting 
 
Fire resisting smoke control ducts, built from more than one smoke control duct section, for 
use in multi compartment applications designed to transport smoke and/or hot gases away 
from the source of a fire. 
 
NOTE.  May also have a dual function as a normal air conditioning duct. 

 
3.15  smoke control duct - single compartment 
 
Smoke control ducts, built from more than one smoke control duct section, for use within 
single fire compartment application designed to transport smoke and/or hot gases away from 
the source of a fire. 
 
NOTE.  May also have a dual function as a normal air conditioning duct. 

 
3.16  smoke control duct - section 
 
Element of smoke control duct constructed to form part of a smoke control system. 
 
3.17  smoke control duct - vertical 
 
Smoke control duct which passes vertically through horizontal floors. 
 
3.18  smoke layer 
 
Layer of smoke that stabilises underneath the roof due to the affect of temperature gradient. 
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3.19  smoke reservoir 
 
Region within a building limited or bordered by smoke barriers or structural elements and 
which will, in the event of a fire, retain a thermally buoyant smoke layer. 
 
3.20  smoke zone structural supports 
 
Means of retaining the smoke control duct to the building structure. 
 
 

4  Smoke control duct section requirements 
 
4.1  General 
 
4.1.1  Fire resistance - Multi compartment smoke control duct section 
 
The multi compartment smoke control duct section shall demonstrate the following and shall 
be classified in accordance with EN 13501-4: 
 
a) integrity: this shall be tested in accordance with test method in 5.2 and the integrity 

classification 'E' declared; 
 
b) insulation: this shall be tested in accordance with test method in 5.2 and the insulation 

classification 'I' declared; 
 
c) mechanical stability: this shall be tested in accordance with test method in 5.2 and forms 

part of the integrity classification 'E' declared; and 
 
d) maintenance of cross section: this shall be tested in accordance with test method in 5.2 

and forms part of the integrity classification 'E' declared. 
 
4.1.2  Fire resistance - single compartment smoke control duct section 
 
The single compartment smoke control duct section shall demonstrate the following and shall 
be classified in accordance with EN 13501-4: 
 
a) integrity: this shall be tested in accordance with test method in 5.2 and the integrity 

classification 'E' declared; 
 
b) mechanical stability: this shall be tested in accordance with test method in 5.2 and forms 

part of the integrity classification 'E' declared; and 
 
c) maintenance of cross section: this shall be tested in accordance with test method in 5.2 

and forms part of the integrity classification 'E' declared. 
 
Ductwork for a smoke spill system designed to serve only one fire compartment for basement 
car parks may be constructed of sheet metal ductwork conforming to SMACNA standard with 
bolted flange joints but subjected to a minimum sheet metal gauge of 1.2 mm (G18). Such 
ducts shall be deemed to fulfil the above referred integrity, mechanical stability and 
maintenance of cross section without need for test method in 5.2. 
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However, where such smoke spill system serves more than one fire compartment, then only 
the ductwork serving the end compartment can be of sheet metal ductwork with minimum 
sheet metal gauge of 1.2 mm whereas fire rated ductwork is required for the other 
compartments. 
 
Smoke spill ductwork required for applications other than in basement car parks shall be of 
fire rated materials conforming to this clause. 
 
NOTE.  G18 refers to Gauge 18 = 0.05 inch, i.e. imperial unit whereas 1.2 mm is the SI unit. 

 
4.2  Construction and components: Characteristics 
 
4.2.1  Construction and operation 
 
Smoke control ducts are required to maintain a clear path for the extract of smoke and heat. 
To achieve this, the following shall be considered part of the smoke control duct section 
assembly and their performance in the tests as specified in 5.2 recorded. 
 
4.2.2  Structural supports used for smoke control duct sections 
 
Structural supports used for smoke control duct sections ensure the mechanical stability and 
maintenance of cross section. Full details of the structural supports used for the fire test shall 
be recorded. 
 
4.2.3  Duct sealant materials used in or between smoke control duct sections 
 
Sealants are often used to reduce the air/gas leakage from smoke and heat exhaust 
ventilation systems. Failure of these sealants whilst the smoke and heat exhaust ventilation 
system is operating in its emergency mode may result in the failure of the duct’s leakage 
criteria. Full details of the sealants used for the fire test shall be recorded. 
 
The following general requirements for duct sealants shall apply. 
 
a) The sealants shall be suitable for the environment to which the smoke control duct is to 

be subjected to. 
 
b) The sealants shall be durable for the proposed life of the smoke control duct section. 
 
c) The sealants shall be resistant to mechanical damage during the installation of the 

smoke control duct section. 
 
d) Any deterioration of the sealant shall not cause the smoke control duct section to fail the 

leakage criteria for the duct classification. 
 
4.2.4  Penetration seals between fire compartments 
 
Penetration seals are required to reduce the air/gas leakage between compartments. Failure 
of these penetration seals, whilst the smoke and heat control system is operating in its 
emergency mode, may result in the failure of the system to maintain smoke-free areas. Full 
details of the penetration seals used for the fire test shall be recorded. 
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The following general requirements for penetration seals shall apply. 
 
a) Penetration seals shall maintain the integrity and insulation criteria of the smoke control 

duct. 
 
b) The gap dimension between the inside edge of the supporting construction and the outer 

perimeter of the smoke control duct section, and hence the sealing details, shall follow 
the tested method when the smoke control duct section is installed within a building. 

 
4.2.5  Sub-duct 

Where a horizontal duct exhausts into a common protected vertical shaft that requires 
installation of a fire damper, a sub-duct may be installed in lieu. Such sub-duct shall be 
constructed of sheet metal ductwork of minimum 2 mm thickness as depicted in the Figure 2.  

 
 

Figure 2. Sub-duct installation 
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4.3  Fire resistance performance criteria: Multi compartment fire resisting smoke 
control duct sections 
 
4.3.1  Integrity, insulation and leakage 
 
The assessment of integrity 'E' of multi compartment smoke control duct sections, as one of 
the fire resistance performance characteristics, shall be made on the basis of the following: 
 
a) leakage through the duct section at ambient conditions and after 15 min from the start of 

the fire test; 
 
b) the ability of the duct section to maintain its cross section when subjected to the fire test; 
 
c) the assessment of collapse of the duct within the furnace, to confirm the mechanical 

stability; 
 
d) cracks or openings in excess of given dimensions and ignition of a cotton pad and 

sustained flaming on the non-exposed side at the perimeter of the duct section junction 
with the wall or floor or duct (the penetration); and 

 
e) the suitability for use of the duct section at and under pressure, measured at 

ambient conditions . When insulation characteristics are proven for multi compartment 
fire resisting control duct sections, this shall be classified and declared, together with 
its integrity. 

 
A smoke leakage performance requirement as described in EN 13501-4 is to allow the 'S' 
classification, and this shall be applied, if the duct section is intended for the end uses where 
this performance is required (measured continuously after 15 min from the start of the fire 
test. 
 
4.3.2  Fire resistance classification and designation 
 
Having achieved the performance criteria in 4.3.1, the multi compartment smoke control duct 
section shall be classified and designated in accordance with EN 13501-4. 
 
The following shall be declared for each multi compartment smoke control duct section: 
 
a) integrity class 'E', integrity and insulation class 'EI' (in accordance to EN 13501-4); 
 
b) the additions of the indication(s) of suitability for vertical and/or horizontal use, together 

with mounting in a floor or in a wall or both, respectively: as ve or ho; 
 
c) the addition of the symbol 'S' indicates the satisfaction of an extra restriction on leakage; 

and  
 
d) the addition of '500', '1000' or '1500' indicates the suitability of use up to these under 

pressures. 
 
EXAMPLE  EI 60 (ve ho) S 500. 

 
If the multi compartment smoke control duct section requirements defined in this clause are 
satisfied, this shall be deemed to satisfy also the corresponding single compartment smoke 
control duct section requirements in 4.4.1. 
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5  Test methods 
 
5.1  Ambient leakage tests 
 
The openings in the duct inside the furnace shall be sealed and the test method shall be in 
accordance with EN 1366-8 or EN 1366-9. 
 
5.2  Fire resistance tests 
 
5.2.1  General 
 
In addition to other requirements stated in this standard, the smoke control duct section shall 
be subjected to a furnace based fire resistance test. The purpose of the test is to evaluate the 
ability of a smoke control duct section to prevent fire and smoke spreading from one fire 
compartment to another through the ductwork system which may penetrate fire separating 
walls and floors. 
 
In addition the test assesses the tightness of the ductwork while hot gases are drawn through 
the extraction system, ensuring that only small quantities of clean air could be sucked into the 
duct from areas are not affected by a fire, and demonstrating low leakage out in positive 
pressure situations. 
 
Hot gases from inside the furnace are drawn through the smoke control duct section to the 
outside. The provision of a perforated plate allows the smoke control duct section outside the 
furnace to be subjected to pressure differential of 500 Pa. The leakage of the smoke control 
duct section outside the furnace is recorded. 
 
The leakage rate of duct sections requiring an 'S' classification shall be measured both at 
ambient temperature and during the fire test. 
 
Temperature and integrity measurements shall be carried out in various parts of the test 
construction during the test. Observations on the duct hangers and the penetration seal will 
be made to confirm maintenance of stability and the maximum allowable reduction in cross 
section. 
 
5.2.2  Smoke control duct section - Integrity and insulation 
 
5.2.2.1  Multi compartment smoke control duct section 
 
Equipment, method and section size as fully described in EN 1366-8, shall be subjected to 
the fire resistance test. Sections shall be fire tested in the plane of proposed installation, 
noting the direct field of application of fire test results. 
 
5.2.3  Leakage rated smoke control duct section 
 
5.2.3.1  Multi compartment smoke control duct section 
 
Equipment, method and section size as fully described in EN 1366-8, shall be subjected to 
the fire resistance test. Sections shall be fire tested in the plane of proposed installation, 
noting the direct field of application of fire test results. 
 
 
 
 



MS 2586-7:2015 

© STANDARDS MALAYSIA 2015 - All rights reserved   9 

 
 
 
 
5.2.3.2  Single compartment smoke control duct section 
 
Equipment, method and section size as fully described in EN 1366-9, shall be subjected to 
the fire resistance test. Sections shall be fire tested in the plane of proposed installation, 
noting the direct field of application of fire test results. 
 
 

6  Evaluation of conformity 
 
6.1  General 
 
The compliance of a smoke control duct section with the requirements of this standard shall 
be demonstrated by the following: 
 
a) initial type testing (ITT); and 
 
b) factory production control (FPC). 
 
For smoke control duct sections produced as one-offs, pre-production smoke control duct 
sections (e.g. prototypes) and smoke control duct sections produced in very low quantities, 
6.4 shall apply. 
 
6.2  Initial type testing (ITT) 
 
6.2.1  General 
 
ITT shall be performed to demonstrate compliance of smoke control duct sections with this 
standard. 
 
All essential characteristics for which the manufacturer declares performances are subjected 
to initial type testing. Tests shall be carried out in accordance with Clause 5. No smoke 
control duct section needs to be retested for the sake of proving repeatability, but more than 
one smoke control duct section shall be required to be tested to cover different applications. 
 
The objective of the general testing procedures is to establish the ability of the smoke control 
duct section to achieve the product design performance requirements and classification in its 
operational position (i.e. end use conditions), and to continue to act as a barrier/opening for a 
designated period of time. The complete product to be installed shall be tested. 
 
6.2.2  Modifications 
 
In the case of modification of the smoke control duct section or of the method of production 
(where these may affect the stated performance characteristics), the initial type testing shall 
also be performed. All characteristics given in Clause 4, which may be changed by the 
modification, shall be subjected to this initial type testing, except those tests described in 
6.2.3. 
 
6.2.3  Test samples 
 
The test samples of smoke control duct sections shall represented from the normal 
production. 
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If the technical documentation (see 8.1) of the test samples does not give a sufficient basis for 
later compliance checks, a reference test sample (identified and marked) shall remain 
available for this purpose. 
 
6.2.4  Test report 
 
All initial type testing and its results shall be documented in a test report. 
 
6.3  Factory product control (FPC) 
 
6.3.1  General 
 
The manufacturer shall establish, document and maintain an FPC system in a form of 
permanent internal control of production to ensure that the smoke control duct section placed 
on the market continuously complies with the ITT sample, for which compliance with this 
standard has been verified and expressed by the smoke control duct section’s stated 
performance characteristics. 
 
If the manufacturer has the product designed, manufactured, assembled, packed, processed 
and labelled by subcontracting, FPC of the original manufacturer may be taken into account. 
However, where subcontracting takes place, the manufacturer shall retain the overall control 
of the products and ensure that he receives all the information that is necessary to fulfil his 
responsibilities according to this standard. The manufacturer who subcontracts all of his 
activities may in no circumstances pass his responsibilities to a subcontractor. 
 
All the elements, requirements and provisions adopted by the manufacturer shall be 
documented in a systematic manner in the form of written policies and procedures. This 
production control system documentation shall ensure a common understanding of conformity 
evaluation and enable the achievement of the required smoke control duct section 
characteristics and the effective operation of the production control system to be checked. 
 
FPC therefore brings together operational techniques and all measures allowing maintenance 
and control of the conformity of the product with its technical specifications. Its implementation 
may be achieved by controls and tests on measuring equipment, raw materials and 
constituents, processes, machines and manufacturing equipment and finished products, 
including material properties in products, and by making use of the results thus obtained. 
 
6.3.2  General requirements 
 
Manufacturers having an FPC system which complies with MS ISO 9001 and which 
addresses the requirements of this harmonised standard are recognised as satisfying the 
FPC requirements of the Council Directive 89/106/EEC. 
 
Where a manufacturer operates different production lines or units in the same factory, or 
production lines or units in different factories, and these are covered by a single, overall FPC 
system, the manufacturer still has to keep control records for each separate production line or 
unit (and this shall be made a requirement of the technical specification). However, when 
performing FPC inspections, although the product specific aspects always need to be 
evaluated, the notified body does not have to repeat systematically the assessment of 
'general' FPC provisions which apply to all lines or units. 
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6.3.3  FPC specific requirements 
 
6.3.3.1  General 
 
The FPC system shall: 
 
a) address this standard; and 
 
b) ensure that the products placed on the market conform with the stated performance 

characteristics. 
 
This involves the following: 
 
a) the preparation of documented procedures and instructions relating to factory production 

control operations; 
 
b) the effective implementation of these procedures and instructions; 
 
c) the recording of these operations and their results; and 
 
d) the use of these results to correct any deviations, repair the effects of such deviations, 

treat any resulting instances of non-conformity and, if necessary, revise the FPC to 
rectify the cause of non-conformity. 

 
Production control operations include some or all of the following operations: 
 
a) the specification and verification of raw materials and constituents; 
 
b) the controls and tests to be carried out during manufacture according to a frequency laid 

down in the prescribed test plan; and 
 
c) the verifications and tests to be carried out on finished products according to a frequency 

in accordance with Annex A and adapted to the product and its conditions of 
manufacture. 

 
NOTE.  Depending on the specific case, it may be necessary to carry out the following: 
 
i)  the operations referred to under b) and c;  
 
ii) only the operations under b); or  
 
iii) only those under c). 

 
The operations under 6.3.3.1 b), centre as much on the intermediate states of the product as 
on manufacturing machines and their adjustment, and equipment etc. These controls and 
tests and their frequency are chosen based on product type and composition, the 
manufacturing process and its complexity, the sensitivity of product features to variations in 
manufacturing parameters, etc. 
 
With regard to operations under 6.3.3.1 c), where there is no control of finished products at 
the time that they are placed on the market, the manufacturer shall ensure that packaging, 
and reasonable conditions of handling and storage, do not damage products and that the 
product remains in conformity with the manufacturer's technical specification as described 
under 8.1. 
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The appropriate calibrations shall be carried out based on defined measuring and test 
instruments. 
 
6.3.3.2  Verification and tests 
 
6.3.3.2.1  General 
 
The manufacturer shall have or have available the installations, equipment and personnel 
which enable him to carry out the necessary verifications and tests. The manufacturer or its 
agent may meet this requirement by concluding a sub-contracting agreement with one or 
more organisations or persons having the necessary skills and equipment. 
 
The manufacturer shall calibrate or verify and maintain the control, measuring or test 
equipment in good operating condition, whether or not it belongs to them, with a view to 
demonstrating conformity of the product with its technical specification. 
 
The equipment shall be used in conformity with the specification or the test reference system 
to which the specification refers. 
 
6.3.3.2.2  Monitoring of conformity 
 
If necessary, monitoring shall be carried out of the conformity of intermediate states of the 
product and at the main stages of its production. 
 
NOTE.  This monitoring of conformity focuses where necessary on the product throughout the process 
of manufacture, so that only products having passed the scheduled intermediate controls and tests are 
dispatched. 

 
6.3.3.2.3  Prescribed test plan 
 
Tests shall be in accordance with the test plan in Annex A. 
 
6.3.3.2.4  Test records 
 
The manufacturer should establish and maintain records which provide evidence that the 
product has been tested. These records should show clearly whether the product has 
satisfied the defined acceptance criteria. Where the product fails to satisfy the acceptance 
measures, the provisions for non-conforming products should apply. 
 
6.3.3.2.5  Treatment of products which do not conform 
 
If control or test results show that the product does not meet the requirements, for example if 
the statistical variation of test results exceeds the limits allowed by the manufacturer's 
technical specification (see Annex B), the necessary corrective action shall immediately be 
taken. 
 
Products or batches not conforming shall be isolated and properly identified. Once the fault 
has been corrected, the test or verification in question shall be repeated. 
 
If products have been delivered before the results are available, a procedure and record 
should be maintained for notifying customers. 
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6.3.3.2.6  Recording of verifications and tests (manufacturer’s register) 
 
The results of factory production controls shall be properly recorded in the manufacturer's 
register. The product description, date of manufacture, test method adopted, test results and 
acceptance criteria shall be entered in the register under the signature of the person 
responsible for control who carried out the verification. 
 
With regard to any control result not meeting the requirements of the technical specification, 
the corrective measures taken to rectify the situation (e.g. a further test carried out, 
modification of manufacturing process, throwing away or putting right of product) shall be 
indicated in the register. 
 
6.3.3.2.7  Traceability 
 
It is the manufacturer's, or his agent's, responsibility to keep full records of individual products 
or product batches, including their related manufacturing details and characteristics, and to 
keep records of to whom these products or batches were first sold. Individual products or 
batches of products and the related manufacturing details shall be completely identifiable and 
retraceable. In certain cases, for example for bulk products, a rigorous traceability is not 
possible. The expression of the requirement in the relevant technical specifications should be 
realistically adapted keeping in view a traceability as complete as possible. 
 
6.3.4  Initial inspection of factory and FPC 
 
6.3.4.1  Initial inspection of factory and FPC shall be carried out when the production is 
already running and the FPC is already in practice. 
 
6.3.4.2  The following shall be assessed: 
 
a) the FPC-documentation; and 
 
b) the factory. 
 
In the initial assessment of the factory and FPC, the following shall be verified: 
 
a) that all resources necessary for the achievement of the product characteristics required 

by this standard are available (see 6.3.4.1); and 
 
b) that the FPC-procedures in accordance with the FPC-documentation are implemented 

and followed in practice (see 6.3.4.1); and 
 
c) that the product complies (see 6.3.4.1) with the initial type testing samples, for which 

compliance with this standard has been verified. 
 
6.3.4.3  All assessments and their results shall be documented in a report. 
 
6.3.5  Continuous surveillance of FPC 
 
6.3.5.1  The factory, which has been assessed according to 6.3.4, shall be re-assessed 
annually. 
 
6.3.5.2  All assessments and their results shall be documented in a report. 
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6.3.6  Procedure for modifications 
 
In the case of modification of the smoke control duct section, the method of production or the 
FPC system (where these may affect the smoke control duct section’s declared performance 
characteristics), a reassessment of the factory and of the FPC system shall be performed for 
those aspects (including the relevant ITT), which may be affected by the modification. 
 
All assessments and their results shall be documented in a report. 
 
6.4  One-off smoke control duct sections, pre-production smoke control duct 
sections (e.g. prototypes) and smoke control duct sections produced in very low 
quantities 
 
Smoke control duct sections produced as a one-off, prototypes assessed before full 
production is established, and smoke control duct sections produced in very low quantities 
(less than 30 per year) shall be assessed as follows. 
 
For initial type assessment, the provisions of 6.2 shall apply, with the following exceptions: 
 
a) all smoke control duct sections presented for test shall be supported by full design 

documentation; and 
 
b)  a sampling process is not required as no 'production' batch will be available. 
 
The FPC system of one-off smoke control duct sections and those produced in very low 
quantities shall ensure that raw materials and/or components are sufficient for their 
production. The provisions of 6.3 shall apply, only where appropriate. The records allowing 
traceability of the smoke control duct sections shall be maintained. 
 
For prototypes, where the intention is to move to series production, the initial inspection of the 
factory and FPC shall be carried out before the production is already running and/or before 
the FPC is already in practice. 
 
The following shall be assessed: 
 
a)  the FPC-documentation; and 
 
b)  the factory. 
 
In the initial assessment of the factory and FPC, it shall be verified: 
 
a) that all resources necessary for the achievement of smoke control duct sections 

characteristics required by this standard will be available;  
 
b) that the FPC-procedures in accordance with the FPC-documentation will be implemented 

and followed in practice; and 
 
c) that procedures are in place to demonstrate that the factory production processes can 

produce a smoke control duct section complying with the requirements of this standard 
which will be the same as the initial type testing samples, for which compliance with this 
standard has been verified. 

 
Once series production is fully established, the provisions of FPC in 6.3 shall apply. 
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7  Marking and documentation 
 
Each smoke control duct section shall be marked with the following: 
 
a)  the name or identifying mark of the manufacturer; 
 
b)  the model or type; 
 
c) the number of this standard and the year of its publication (i.e. MS 2586-7:2014), followed 

by the generic name of the product 'Smoke Control Duct Section'; 
 
d) the classification for resistance to fire and other related information according to  

EN 13501-4; 
 
e) if the smoke control duct section has an 'S' classification (EN 13501-4), the words 

'leakage rated' shall be added; and 
 
f)  the date of manufacture (month and year). 
 
 

8  Product, installation and maintenance information (documentation) 
 
8.1  Product specification 
 
The manufacturer shall provide, and retain a detailed description of the product including all 
the relevant components. This shall include a description of the materials used (e.g. densities, 
thickness) in the construction of the smoke control duct. 
 
Full details of the hanging system and any protection used shall be described. 
 
It shall include details of the supporting construction (wall or floor etc) and the method of 
installation, including the penetration sealing product and fixing details. 
 
Full details and specifications of any components used shall be described. 
 
8.2  Installation information 
 
The manufacturer shall provide appropriate installation details that shall include at least the 
information for: 
 
a)  fixing and installation: hangers and positions, penetration seals to be used; and 
 
b)  health and safety information to allow safe installation. 
 
8.3  Maintenance information 
 
The manufacturer shall provide appropriate maintenance information for the smoke control 
duct section that shall include at least the following: 
 
a)  inspection and maintenance procedures; 
 

NOTE.  Regular testing or inspection should be undertaken to meet regulatory requirements, or at 
intervals not exceeding 12 months. A comprehensive example of the above procedure is given in  
Annex B. 
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b)  the recommended frequency of operational checks; and 
 
c)  recommended checks to establish the effects of corrosion. 
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Annex A 
(normative) 

 
 

Factory production control - Test plan  
 
 

One smoke control duct section per product family shall be submitted to the checks indicated 
in Table B.1, according to the foreseen frequency. The results of the checks shall be 
recorded.  
 

Table B.1. Checks frequency and workmanship  
 

Annually Daily General 

Carry out a third party 
certification product audit by  
notified body  

A leakage test shall be 
carried out daily on one 
smoke control duct section 
and one fitting (if applicable).  
The leakage test shall be 
carried out at the applicable 
under-pressure and the 
leakage shall not exceed the 
classification defined value 
+10 %. The leakage test 
results shall be documented 
and retained for 5 years. 
 

The construction of both 
smoke control duct sections 
and fittings shall conform to 
ITT.  
 
Tolerances for the 
manufacture of any smoke 
control duct sections shall 
meet the general tolerances 
applying to the materials 
used, such that the product 
specification (see 8.1) and 
the ITT are reflected in 
standard manufacture. These 
tolerances shall be recorded, 
together with the method of 
demonstrating that they are 
maintained. 
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Annex B 
(informative) 

 
 

Example of inspection and maintenance procedure 
 
 
After installation, when the system is running, it is recommended that the following is carried 
out and recorded. An example of the inspection procedure is shown in Table A.1. These 
inspections should be undertaken at the time intervals stated in the manufacturer's 
maintenance information (refer to Clause 6 of this standard), but at least once per year.  
 
This is a guide to a minimum level, there may be regulatory requirements that require more 
frequent checking and maintenance and these shall be followed where required.  
 

Table A.1. Example of inspection record 
 

Duct section reference   

Date of inspection   

Check ducting for damage   

Check connections between duct sections 
and ancillary components   

Check penetration seals at compartment 
boundaries   

Check duct cleanliness and clean where 
necessary   

Check the condition of seals, rectify and 
report where necessary   

Confirm that the duct fulfils its function as 
part of the smoke control system   

NOTE. A smoke control duct section is inherently part of a smoke control system. As this is the case the 
whole system should be checked as governed by the operation and maintenance requirements for the 
system.  

 
 
 
 
 
 
 
 
 
 
 
 
 
 



MS 2586-7:2015 

© STANDARDS MALAYSIA 2015 - All rights reserved   19 

 
 
 
 

Bibliography 
 
 
[1] ISO 8015, Technical drawings - Fundamental tolerancing principle 
 
[2] EN ISO 9002, Quality systems - Model for quality assurance in production, installation 

and servicing  
 
[3] EN ISO 1101, Geometrical Product Specifications (GPS) - Geometrical tolerancing - 

Tolerances of form, orientation, location and run-out 
 
[4] EN 13501-3, Fire classification of construction products and building elements - Part 3: 

Classification using data from fire resistance tests on products and elements used in 
building services installations: fire resisting ducts and dampers 

 
[5] EN 1363-1, Fire resistance tests - Part 1: General requirements 
 
[6] EN 15882-1, Extended application of results from fire resistance tests for service 

installations - Part 1: Fire resisting ducts 
 
 
 
 
 
 
 
 
 
 
 
 
 



 

© STANDARDS MALAYSIA 2015 - All rights reserved 

 
 
 
 

Acknowledgements 
 
 
Members of Technical Committee on Smoke Management 
Name Organisation 
Datuk Ir Prof Dr Ow Chee Seng (Chairman) The Institution of Engineers, Malaysia  
Ms Wan Rosmawarni Wan Sulaiman 
(Secretary) 

SIRIM Berhad 

Ir Chen Thiam Leong  Association of Consulting Engineers Malaysia 
Mr Wan Mohammad Zaidi Wan Isa  Jabatan Bomba dan Penyelamat Malaysia 
Haji Ishak Abas/ 
Ir Zulkifli Abdul Arshad 

Jabatan Kerja Raya Malaysia 

Ir Tan Chew Malaysian Fire Protection Association 
Mr Lim Peng Keang  Pertubuhan Akitek Malaysia 
Mr Sufian Kamarudin/  
Mr Mohd Rashid Din 

Tenaga Nasional Berhad 

Mr Leong Siew Meng  The Institution of Engineers, Malaysia 
Mr Wan Tiong Hing  The Institution of Fire Engineers (UK) Malaysia 
 Branch 
Assoc Prof Ir Dr Nor Mariah Adam/ 
Dr Nawal Aswan Abdul Jalil 

Universiti Putra Malaysia 

Assoc Prof Ir Mohd Khalid Hassan Universiti Teknologi MARA 
 
Co-opted members 
 
Mr Daniel Lim  Powerdel Engineering Sdn Bhd 
Ms Rohaya Ibrahim/ 
Mr Kamarulzaman Mat Zain 

SIRIM QAS International Sdn Bhd 

 
 
Members of Working Group on Smoke Duct, Smoke Control and Pressurization 
 
Ir Chen Thiam Leong (Chairman) Association of Consulting Engineers Malaysia  
Ir Lam Kim Seong (Deputy Chairman) ASHRAE Malaysia Chapter 
Ms Wan Rosmawarni Wan Sulaiman 
(Secretary) 

SIRIM Berhad 

Mr Wan Mohammad Zaidi Wan Isa  Jabatan Bomba dan Penyelamat Malaysia 
Ir Zulkifli Abdul Arshad  Jabatan Kerja Raya Malaysia 
Mr Daniel Lim/ 
Mr Tee Siew Chong 

Malaysian Fire Protection Association 

Ms Rohaya Ibrahim/ 
Mr Kamarulzaman Mat Zain 

SIRIM QAS International Sdn Bhd 

Ir Daniel Lim Kim Chuan/ 
Ir Kannan Munisamy 

The Institution of Engineers, Malaysia 

Mr John Cha/  
Mr Wan Tiong Hing 

The Institution of Fire Engineers (UK) Malaysia
Branch 

 
 
 
 
 
 
 
 



 

 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
© Copyright 2015 
All rights reserved. No part of this publication may be reproduced or utilised in any 
form or by any means, electronic or mechanical, including photocopying and 
microfilm, without permission in writing from the Department of Standards Malaysia. 


