
MS 61386-22:2010 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

CONDUIT SYSTEMS FOR CABLE 
MANAGEMENT - PART 22: PARTICULAR 
REQUIREMENTS - PLIABLE CONDUIT 
SYSTEMS  
(FIRST REVISION) 
(IEC 61386-22:2002, MOD) 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

ICS: 29.120.10  
 
Descriptors: conduit systems, electrical installation, pliable  
 
 
 
 

© Copyright 2010  
 

DEPARTMENT OF STANDARDS MALAYSIA 

MALAYSIAN 
STANDARD



 

  

DEVELOPMENT OF MALAYSIAN STANDARDS 

 

 

The Department of Standards Malaysia (STANDARDS MALAYSIA) is the national 

standards and accreditation body of Malaysia. 

 

The main function of STANDARDS MALAYSIA is to foster and promote standards, 

standardisation and accreditation as a means of advancing the national economy, 

promoting industrial efficiency and development, benefiting the health and safety of 

the public, protecting the consumers, facilitating domestic and international trade and 

furthering international cooperation in relation to standards and standardisation. 

 

Malaysian Standards (MS) are developed through consensus by committees which 

comprise balanced representation of producers, users, consumers and others with 

relevant interests, as may be appropriate to the subject at hand. To the greatest 

extent possible, Malaysian Standards are aligned to or are adoption of international 

standards. Approval of a standard as a Malaysian Standard is governed by the 

Standards of Malaysia Act 1996 [Act 549]. Malaysian Standards are reviewed 

periodically. The use of Malaysian Standards is voluntary except in so far as they are 

made mandatory by regulatory authorities by means of regulations, local by-laws or 

any other similar ways. 

 

STANDARDS MALAYSIA has appointed SIRIM Berhad as the agent to develop, 

distribute and sell the Malaysian Standards. 

 

For further information on Malaysian Standards, please contact: 

 

Department of Standards Malaysia OR SIRIM Berhad 
Ministry of Science, Technology and Innovation             (Company No. 367474 - V) 
Level 1 & 2, Block 2300, Century Square  1, Persiaran Dato’ Menteri 
Jalan Usahawan  Section 2 
63000 Cyberjaya  40000 Shah Alam 
Selangor Darul Ehsan  Selangor Darul Ehsan 
MALAYSIA  MALAYSIA 
 
Tel:  60 3 8318 0002  Tel:  60 3 5544 6000 
Fax: 60 3 8319 3131  Fax: 60 3 5510 8095 
http://www.standardsmalaysia.gov.my    http://www.sirim.my  
 
E-mail: central@standardsmalaysia.gov.my               E-mail: msonline@sirim.my 
 
 
 



                                                                       – i –                               MS 61386-22:2010

CONTENTS

Committee representation.......................................................................................................ii

National foreword...................................................................................................................iii

FOREWORD...........................................................................................................................v 

1 Scope ...............................................................................................................................9

2 Normative references........................................................................................................9

3 Definitions ........................................................................................................................9

4 General requirements .......................................................................................................9

5 General conditions for tests ..............................................................................................9

6 Classification ....................................................................................................................9

7 Marking and documentation ..............................................................................................9

8 Dimensions..................................................................................................................... 11

9 Construction ................................................................................................................... 13

10 Mechanical properties ..................................................................................................... 13

11 Electrical properties ........................................................................................................17

12 Thermal properties ......................................................................................................... 17

13 Fire effects ..................................................................................................................... 17

14 External influences ......................................................................................................... 17

15 Electromagnetic compatibility .......................................................................................... 17

Figure 101 – Bending test apparatus ..................................................................................... 19

Figure 102 – Gauge for checking the minimum inside diameter of the conduit system
after impact, bending, and resistance to heat tests ................................................................ 21

Figure 103 – Assembly of conduit and terminating conduit fitting for bonding test................... 23

Table 101 – Thread lengths................................................................................................... 11

Table 102 – Maximum entry diameter and minimum entry length details ................................ 13

© STANDARDS MALAYSIA 2010 - All rights reserved



MS 61386-22:2010 

 © STANDARDS MALAYSIA 2010 - All rights reserved 

- ii -

 
 
 
 

Committee representation 

 
 
The Industry Standards Committee on Generation, Transmission and Distribution of Electrical Energy (ISC E) under 
whose authority this Malaysian Standard was adopted, comprises representatives from the following organisations: 
 
Association of Consulting Engineers Malaysia 
Department of Standards Malaysia 
Federation of Malaysian Manufacturers 
Jabatan Kerja Raya Malaysia 
Malaysia Energy Centre 
Malaysian Association of Standards Users 
Malaysian Cable Manufacturers Association 
Malaysian Electrical Appliances and Distribution Association 
Ministry of Domestic Trade, Co-operatives and Consumerism 
Ministry of International Trade and Industry 
Persatuan Kontraktor Elektrikal dan Mekanikal Melayu Malaysia 
Persatuan Penjana Kuasa Bebas 
SIRIM Berhad (Secretariat) 
SIRIM QAS International Sdn Bhd 
Suruhanjaya Komunikasi dan Multimedia Malaysia 
Suruhanjaya Tenaga 
Tenaga Nasional Berhad 
The Electrical and Electronics Association of Malaysia 
The Institution of Engineers, Malaysia 
Universiti Teknologi Malaysia 
 
 
The Technical Committee on Low Voltage Switchgear, Controlgear and Wiring Accessories which supervised the 
adoption of the IEC Standard consists of representatives from the following organisations: 
 
ABB Installations Material 
Association of Consulting Engineers Malaysia 
Association of Suppliers Against Fake Electrical Equipment 
Clipsal International Pte Ltd 
Federation of Malaysian Manufacturers 
Jabatan Kerja Raya Malaysia 
Megapower (M) Sdn Bhd 
SIRIM Berhad (Secretariat) 
SIRIM QAS International Sdn Bhd 
Suruhanjaya Tenaga 
The Electrical and Electronics Association of Malaysia 
TNB Distribution Division 
TNB Research Sdn Bhd 
Universiti Malaya 
 
 
The Working Group on Cable Management Systems which recommended the adoption of the IEC Standard consists 
of representatives from the following organisations: 
 
Association of Consulting Engineers Malaysia 
Clipsal International Pte Ltd 
Davis Quantec Systems (Asia) Sdn Bhd 
Jabatan Kerja Raya Malaysia 
Megapower (M) Sdn Bhd 
MK Electric (M) Sdn Bhd 
SIRIM Berhad (Secretariat) 
SIRIM QAS International Sdn Bhd 
Suruhanjaya Tenaga 
Tenaga Nasional Berhad 
The Electrical and Electronics Association of Malaysia 
Time Era Sdn Bhd 
TNB Distribution Sdn Bhd 
United U-li Corporation Berhad 



MS 61386-22:2010 

© STANDARDS MALAYSIA 2010 - All rights reserved  

- iii -

 
 

 

 

NATIONAL FOREWORD 
 
 

The adoption of the IEC Standard as a Malaysian Standard was recommended by the 
Working Group on Cable Management Systems under the authority of the Industry Standards 
Committee on Generation, Transmission and Distribution of Electrical Energy. 
 
This Malaysian Standard is a the first revision of MS 1534: Part 2: Section 2, Specification for 
conduit systems for electrical installations: Part 1: Particular requirements: Section 2: Pliable 
conduit systems.  
 
This standard is a modified adoption of IEC 61386-22:2002, Conduit Systems for cable 
management - Part 22: Particular requirements - Pliable conduit systems, published by the 
International Electrotechnical Commission (IEC) with the following modifications: 
 
a) in the source text, "this International Standard" should read "this Malaysian 

Standard";  
 

b) the comma which is used as a decimal sign (if any), to read as a point;  
 

c) the basis IEC 61386-22 is printed in English and French languages. However, only 
the English version applied for this Malaysian Standard; and 
 

d) Clause/Subclause 
 

Modifications 

7.101 Marking and documentation 
 

Add “ for the system the minimum inside 
diameter” at the end of  the requirements 
 

Explanation: The addition has been made because it is important to have the minimum 
inside diameter which is additional information to help the manufacturers. 
 

8.2 Table 101 - Thread lengths Delete the title for “External thread” and 
“Internal thread” at column 2 and 3 and 
replace with “External diameter” at column 2 
and “Internal diameter” at column 3 
 

Explanation: The length of the thread along the external or internal length of the conduit only, 
its only relationship to the diameter is that the length ‘L’ increases as the diameter increases.  
 

8.3 Table 102 - Maximum entry diameter 
and minimum entry length details 

Delete the title for “External thread” and 
“Internal thread” at column 2 and 3 and 
replace with “External diameter” at column 2 
and “Internal diameter” at column 
 

Explanation: There is an error in the table which makes it misleading, the column headings 
‘External thread’ and ‘Internal thread’ need to be deleted since this table refers to Non- 
threadable conduit fittings. 
 

e) reference to International Standards should be replaced by equivalent Malaysian 
Standards as follows: 
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NATIONAL FOREWORD (continued) 
 
 

Referenced International Standards  Corresponding Malaysian Standards 
 

IEC 60423, Conduit systems for cable 
management - Outside diameters of 
conduits for electrical installations and 
threads for conduits and fittings 

 MS IEC 60423, Conduit systems for cable 
management - Outside diameters of 
conduits for electrical installations and 
threads for conduits and fittings 

 
This Malaysian Standard cancels and replaces MS 1534: Part 2: Section 2:2003. 
 
Compliance with a Malaysian Standard does not of itself confer immunity from legal 
obligations. 
 
NOTE. MOD on the front cover indicates a modified standard i.e. a standard adapted from an International Standard 
with permitted technical deviations, which are clearly identified and explained. The changes in structure are permitted 
provided that the altered structure permits easy comparison of the content of the two standards. Modified standards 
also include the changes permitted under identical correspondence. 
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INTERNATIONAL ELECTROTECHNICAL COMMISSION
____________

CONDUIT SYSTEMS FOR CABLE MANAGEMENT –

Part 22: Particular requirements –

Pliable conduit systems

FOREWORD

1) The IEC (International Electrotechnical Commission) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of the IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, the IEC publishes International Standards. Their preparation is
entrusted to technical committees; any IEC National Committee interested in the subject dealt with may
participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. The IEC collaborates closely with the International Organization
for Standardization (ISO) in accordance with conditions determined by agreement between the two
organizations.

2) The formal decisions or agreements of the IEC on technical matters express, as nearly as possible, an
international consensus of opinion on the relevant subjects since each technical committee has representation
from all interested National Committees.

3) The documents produced have the form of recommendations for international use and are published in the form
of standards, technical specifications, technical reports or guides and they are accepted by the National
Committees in that sense.

4)  In order to promote international unification, IEC National Committees undertake to apply IEC International
Standards transparently to the maximum extent possible in their national and regional standards. Any
divergence between the IEC Standard and the corresponding national or regional standard shall be clearly
indicated in the latter.

5)  The IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any
equipment declared to be in conformity with one of its standards.

6)  Attention is drawn to the possibility that some of the elements of this International Standard may be the subject
of patent rights. The IEC shall not be held responsible for identifying any or all such patent rights.

International Standard IEC 61386-22 has been prepared by subcommittee 23A: Cable manage-
ment systems, of IEC technical committee 23: Electrical accessories.

The text of this standard is based on the following documents:

FDIS Report on voting

23A/370/FDIS 23A/373/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 3.

This part 22, which specifies particular requirements for pliable conduit systems, is to be used
in conjunction with IEC 61386-1, Conduit systems for electrical installations – Part 1: General
requirements, and its amendments 1. It was established on the basis of the first edition (1996)
of that standard and its amendment 1 (2000).

___________

1 Please note that the generic title of the IEC 61386 series has been changed to Conduit systems for cable
management since the publication of part 1, hence all other parts of the series are now published under this new
title.
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This part 22 supplements or modifies the corresponding clauses of IEC 61386-1. Where a
particular clause or subclause of part 1 is not mentioned in this part 22, that clause or
subclause applies as far as is reasonable. Where this part 22 states "addition", "modification"
or "replacement", the relevant text of part 1 is to be adapted accordingly.

Subclauses, tables and figures, which are in addition to those in part 1, are numbered starting
with 101.

A conduit system which complies with this standard, is deemed safe for use when installed in
accordance with national wiring regulations, whilst applying the manufacturer’s installation
instructions and conduit classification.

NOTE  The following print types are used:

− requirements: in roman type

− test specifications: in italic type

− notes: in small roman type

The committee has decided that the contents of this publication will remain unchanged until
2006-12. At this date, the publication will be

� reconfirmed;

� withdrawn;

� replaced by a revised edition, or

� amended.

© STANDARDS MALAYSIA 2010 - All rights reserved
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CONDUIT SYSTEMS FOR CABLE MANAGEMENT –

Part 22: Particular requirements –

Pliable conduit systems

1 Scope

This clause of part 1 is applicable, except as follows:

Addition:

This part of IEC 61386 specifies the requirements for pliable conduit systems including self-
recovering conduit systems.

2 Normative references

This clause of part 1 is applicable.

3 Definitions

This clause of part 1 is applicable.

4 General requirements

This clause of part 1 is applicable.

5 General conditions for tests

This clause of part 1 is applicable.

6 Classification

This clause of part 1 is applicable, except as follows:

6.1.1 1, 6.1.2 1, 6.1.3 1, 6.1.3 4, 6.1.4 1 and 6.1.5 1 are not applicable.

NOTE  Pliable conduit systems according to 6.1.1.2 and 6.1.2.2 and classification 1X from 6.2.1, table 1 are not
allowed in France.

7 Marking and documentation

This clause of part 1 is applicable, except as follows:

Addition:

7.1.101  The conduit shall be marked in accordance with 7.1 along its entire length at regular
intervals of preferably 1 m but not longer than 3 m. Where this is technically impractical, the
mark shall be on a label attached to the product at each end or on the packaging.

Compliance is checked by inspection.
© STANDARDS MALAYSIA 2010 - All rights reserved
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7.1.102  The manufacturer shall document for the system the minimum inside diameter and
the classification in accordance with clause 6.

Compliance is checked by inspection.

8 Dimensions

Replacement:

8.1  Threads shall comply with IEC 60423.

Outside diameters of non-metallic conduit shall comply with IEC 60423.

Outside diameters of metallic and composite conduits need not comply with IEC 60423,
provided that they are designed to be installed only with terminating conduit fittings having
threads complying with IEC 60423.

Compliance is checked by means of the gauges specified in IEC 60423.

8.2  Threadable conduits and threadable conduit fittings, except terminating conduit fittings,
shall comply with table 101. Non-threadable conduit fittings, except fittings which are part of a
conduit system declaring tensile strength, shall comply with table 102. The minimum inside
diameter of the conduit system shall be as declared by the manufacturer.

Compliance is checked by measurement.

Table 101 – Thread lengths

External thread Internal thread

Size Minimum length
mm

Minimum length
mm

6

8

10

12

16

20

25

32

40

50

63

75

05,5

06,5

08,5

10,5

12,5

14,0

17,0

19,0

19,0

19,0

19,0

19,0

06,5

07,5

09,5

11,5

13,5

15,0

18,0

20,0

20,0

20,0

20,0

20,0

© STANDARDS MALAYSIA 2010 - All rights reserved
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Table 102 – Maximum entry diameter and minimum entry length details

External thread Internal thread

Size Maximum entry diameter
mm

Minimum entry length
mm

6

8

10

12

16

20

25

32

40

50

63

75

06,5

08,5

10,5

12,5

16,5

20,5

25,5

32,6

40,7

50,8

63,9

75,9

06,0

08,0

10,0

12,0

16,0

20,0

25,0

30,0

32,0

42,0

50,0

50,0

9 Construction

This clause of part 1 is applicable.

10 Mechanical properties

This clause of part 1 is applicable, except as follows:

10.2  Compression test

For self-recovering conduits, replace paragraphs 10.2.4, 10.2.5, 10.2.6, 10.2.7 and 10.2.8, by
the following:

10.2.101  The intermediate steel piece shall be subjected to a uniformly increasing
compression force (N) reaching the force indicated in table 4 after (30 ± 3) s. The sample shall
flatten by between 25 % and 50 % of its initial outside diameter.

If the sample flattens by less than 25 %, an additional test is carried out whereby the
intermediate steel piece is lowered onto the sample at constant speed until the sample is
flattened by (30 ± 3) % after (30 ± 3) s and the resultant force is measured.

A new sample is subjected to the uniformly increasing force (N) reaching the force measured
above after (30 ± 3) s. The sample shall flatten by between 25 % and 50 % of its initial outside
diameter.

The force and the intermediate steel piece shall then be removed. Fifteen minutes after
removal, the outside diameter of the sample, where it has flattened, shall be measured again.

© STANDARDS MALAYSIA 2010 - All rights reserved
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After the test, the difference between the initial outside diameter and the outside diameter of
the flattened sample shall not exceed 10 % of the outside diameter, as measured before the
test, and the sample shall show no cracks visible to normal or corrected vision without
magnification.

10.4  Bending test

Replacement:

10.4.101  Conduits shall be subjected to a bending test by means of the apparatus as shown
in figure 101.

10.4.102  The test shall be made on six samples of conduit, the length of each sample being
at least:

a) 30 times the nominal outside diameter for plain conduits;

b) 12 times the nominal outside diameter for corrugated conduits.

Three of the samples shall be tested at ambient temperature; the other three shall be tested at
the minimum declared transport, application and installation temperature according to table 1,

with a tolerance of ±2 °C.

10.4.103  For the test at ambient temperature, the sample shall be clamped vertically in the
bending apparatus as shown in figure 101. The sample shall be slowly bent by hand to the left

through an angle of (90 ± 5)°, back to the vertical position, to the right through an angle of

(90 ± 5)°, and back to the vertical position. This sequence of operations shall be repeated three
more times but at the end the sample shall not be bent back to the vertical position. The
sample shall be maintained in the bent position for 5 min, after which it shall be placed in such
a position that the straight portions are at an angle of (45 + 5)° to the vertical, one end of the
sample pointing upwards and the other downwards.

For the test at the minimum declared transport, application and installation temperature
according to table 1, the sample clamped in the bending apparatus as shown in figure 101 shall

be conditioned for 2 h in a cold chamber at this temperature with a tolerance of ±2 °C.

After the test, the sample shall show no cracks visible to normal or corrected vision without
magnification and it shall be possible to pass the appropriate gauge, as shown in figure 102,
through the sample under its own weight and without any initial speed.

10.5  Flexing test

This subclause of part 1 is not applicable.

10.6  Collapse test

This subclause of part 1 is not applicable.

10.7  Tensile strength

This subclause of part 1 is applicable, except as follows:

10.7.3  Not applicable.

© STANDARDS MALAYSIA 2010 - All rights reserved
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11 Electrical properties

This clause of part 1 is applicable, except as follows:

11.2  Bonding test

Replacement

A sample of a conduit and terminating conduit fitting shall be assembled in accordance with the
manufacturer’s instructions and mounted as shown in figure 103. A current of 25 A, having a
frequency of 50 Hz to 60 Hz, derived from an a.c. source having a no-load voltage not

exceeding 12 V, shall be passed through the assembly for 
5
0

min1
+

s. Then the voltage drop

shall be measured between the points as shown in figure 103 and the resistance calculated
from the current and this voltage drop.

The resistance shall not exceed 0,05 Ω.

Where special devices are required for the coupling of conduit and terminating conduit fittings,
they shall be sufficient to remove the protective coating from the conduit, or the protective
finish shall be removed in accordance with the manufacturer’s instructions.

12 Thermal properties

This clause of part 1 is applicable, except as follows:

12.3   Replacement:

The load is then removed and immediately after its removal it shall be possible to pass the
appropriate gauge, as shown in figure 102, through the conduit under its own weight and
without any initial speed, with the sample in the vertical position

13 Fire effects

This clause of part 1 is applicable.

14 External influences

This clause of part 1 is applicable

15 Electromagnetic compatibility

This clause of part 1 is applicable.

© STANDARDS MALAYSIA 2010 - All rights reserved
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1

2

r

3
4   

Key

1  Sample

2  Centre

3  Guide for conduit

4  Support

Radius r
mmSize

Plain conduits Corrugated conduits

6

8

10

12

16

20

25

32

40

50

63

75

40

50

60

80

96

120

150

192

300

480

600

720

20

25

30

40

48

60

75

96

160

200

252

300

NOTE  This drawing is not intended to govern design except as regards the dimensions shown.

Figure 101 – Bending test apparatus

IEC   478/02
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D: 80 % of the manufacturer's declared minimum inside diameter of the conduit system

Material: Steel, hardened and polished, edges slightly rounded

Manufacturing tolerance:
mm

05,0
0

+

Tolerance and axial dimension: ±0,2 mm

Admissible wear: 0,01 mm

NOTE  The drawing is not intended to govern design except as regards the dimensions shown.

Figure 102 – Gauge for checking the minimum inside diameter of the conduit system

after impact, bending, and resistance to heat tests

IEC   475/02
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3

2

1

V

X X
4

A

25A 50/60 Hz

Key

X = 12 mm ± 2 mm

1 3 mm steel plate

2 Optional lock nut

3 Terminating conduit fitting secured to plate
by tapped hole or by locknut on fitting thread

4 Conduit

Figure 103 – Assembly of conduit and terminating conduit fitting for bonding test

IEC   479/02
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Annex A
(normative)

This annex of part 1 is applicable

Annex B
(normative)

This annex of part 1 is applicable.

___________
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