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NATIONAL FOREWORD 
 
 

The adoption of the IEC Standard as a Malaysian Standard was recommended by the 
Working Group on Solar Photovoltaics Systems under the authority of the Electrotechnical-1 
Industry Standards Committee. 

 
This Malaysian Standard is identical with IEC 60364-7-712:2002, Electrical installations of 
buildings – Part 7-712: Requirements for special installations or locations – Solar photovoltaic 

(PV) power supply systems, published by the International Electrotechnical Commission 
(IEC). However, for the purposes of this Malaysian Standard, the following apply: 
 

a) in the source text, “this International Standard” should read “this Malaysian Standard”;  
 
b) the comma which is used as a decimal sign (if any), to read as a point;  

 
c) references to some International Standards are replaced by equivalent Malaysian 

Standards as follows, others are retained; and 

 
d) the basis IEC 60364-7-712:2002 is printed in English and French languages. 

However, only the English version is retained for this Malaysian Standard. 

 
Referenced International Standards Corresponding Malaysian Standards 
 

IEC 60439-1, Low-voltage switchgear and 
controlgear assemblies – Part 1: Type-tested 
and partially type-tested assemblies 

 

 

MS IEC 60439-1, Low-voltage switchgear 
and controlgear assemblies – Part 1: Type-
tested and partially type-tested assemblies  

IEC 61215, Crystalline silicon terrestrial 
photovoltaic (PV) modules – Design 

qualification and type approval 

MS IEC 61215, Crystalline silicon terrestrial 
photovoltaic (PV) modules – Design 

qualification and type approval 
 
Compliance with a Malaysian Standard does not of itself confer immunity from legal 

obligations. 
 
NOTE.  IDT on the front cover indicates an identical standard i.e. a standard where the technical content, structure, 
and wording (or is an identical translation) of a Malaysian Standard is exactly the same as in an International 
Standard or is identical in technical content and structure although it may contain the minimal editorial changes 
specified in clause 4.2 of ISO/IEC Guide 21-1. 
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INTE RNATIONAL ELECTROTECHNICAL COMMISSION 
 
 
 

ELECTRICAL INSTALLATIONS OF BUILDINGS – 
 

Part 7-712: Requirements for special installations or locations – 
Solar photovoltaic (PV) power supply systems 

 

 
 

FOREWORD 
 

1)   The IEC (International Elec trotechnical  Commiss ion) is a  worldw ide organization for standardization compris ing 

all  national  elec trotechnical  committees  (IEC  National  Committees ).  The  objec t  of  the  IEC  is  to  promote 
international  co-operation  on  all  ques tions  concerning  s tandardization  in  the  elec trical  and  elec tronic  f ields .  To 
this  end  and  in  addit ion  to  other  ac tivit ies ,  the  IEC  publishes  International  Standards .  Their  preparation  is 
entrusted  to  technical  committees ;  any  IEC  National  Committee  interes ted  in  the  subjec t   dealt   w ith  may 
partic ipate  in  this  preparatory  work.  International,  governmental  and  non-governmental  organizations  liais ing 
w ith   the   IEC   also   part ic ipate   in   this   preparation.   The   IEC   collaborates   c losely   w ith   the   International 
Organization  f or  Standardization  (ISO)  in  accordance  w ith  condit ions  determined  by  agreement  betw een  the 
tw o organizations . 

2)   The  f ormal  dec is ions  or  agreements  of  the  IEC  on  technical  matters  express ,  as  nearly  as  poss ible,  an 
international  consensus  of  opinion  on  the  relevant  subjec ts  s ince  each  technical  committee  has  representation 
from all interes ted National Committees . 

3)   The documents produced have the f orm of recommendations f or international use and are published in the f orm 
of  s tandards ,  technical  spec if ications ,  technical  reports  or  guides  and  they  are  accepted  by  the  National 
Committees in that sense. 

4)   In  order  to  promote  international  un if ication,  IEC  National  Committees  undertake  to  apply  IEC  International 
Standards   transparently   to   the   maximum   extent   poss ible   in   their   national   and   regional   s tandards .   Any 
divergence  betw een  the  IEC  Standard  and  the  cor responding  national  or  regional  s tandard  shall  be  c learly 
indicated in the latter. 

5)   The  IEC  provides  no  marking  procedure  to  indicate  its  approval  and  cannot  be  rendered  respons ible  f or  any 
equi pment dec lared to be in conf ormity w ith one of its s tandards . 

6)   Attention is draw n to the poss ibil ity that some of the elements of this International Standard may be the subjec t 
of patent rights . The IEC shall not be held respons ible f or identif ying any or all such patent rights . 

 
 

In ter n ati on al  S t an d ar d  I EC  6 03 6 4- 7- 7 1 2  h as  be e n  pr ep ar ed  b y  IEC  t ec h nic al  c om mi tt ee  6 4 : 

E lec tr i c al i ns t al l at ions a nd pr o tec ti o n a g ai ns t elec tr i c s h ock . 

 
T he tex t of t hi s s t an d ar d i s b ased o n th e f oll o wi n g doc u me nts : 

 
FDIS Report on voting 

64/1229/FDIS 64/1244/ RV D 
 

 
F ul l  i nf or m atio n  o n  t he  vot ing  f or  th e  a p pro v al  of  thi s  sta nd ar d  c a n  be  fo un d  i n  t he  r ep or t  on 
v oti ng i n di c at ed in t h e a bov e t abl e. 

 
T his p ubl ic ati on has b e en dr af ted i n acc or d a nc e wit h t h e I SO/ I EC D ir ec ti v es , Par t 3 . 

 

 
T he co mmittee h as dec ided that the conte nts of thi s publi cat ion wi ll rem ai n unchanged until 20 0 6. 
A t t hi s d at e, t h e p ubl ic ati o n wi l l b e 

 

• r ec o nfi r med; 

• wi t hdr a wn ;  

• r epl ac ed b y a r ev is ed e d it ion, or 

• a me nd e d. 
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INTRODUCTION 
 

 
T he  r e qu ir em ents  of  t h is  p ar t  of  IEC  6 0 36 4  s u p pl em en t,  mod i f y  or  r epl ac e  c er t ain  of  t he 

ge n er al r eq u ir e m ents c onta i  ne d i n p ar ts 1 to 6 of IE C 60 3 6 4. 

 
T he  c l aus e  n um b er i ng  a pp e ar i ng  af ter   71 2  r ef er s  to  t he  c orr es p ondi n g  par ts  or  c l a us es  of 
IE C 6 0 3 64 ,   p ar ts   1   t o   6.   Nu mb er i n g   of   c l aus es   d o es   no t,   th er ef or e ,   n ec ess ar il y   f o l l ow 
s eq u en tial l y .  Nu m be r i n g  of  f igur es  an d  t abl es  tak es  t h e  n um b er  of  t hi s  p ar t  f oll o we d  b y  a 

s eq u en tial n um b er . 
 

 
T he   abs e nc e   of   r ef er e nc e   to   a   par t   or   a   c la us e   mea ns   t ha t   t he   g e ner al   re q u ir em en ts  

c ont ai n e d in p ar ts 1 t o 6 o f IE C 6 0 3 6 4 ar e appl ic a ble.
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ELECTRICAL INSTALLATIONS OF BUILDINGS –

Part 7-712: Requirements for special installations or locations –
Solar photovoltaic (PV) power supply systems

712 Solar photovoltaic (PV) power supply systems

NOTE    The abbreviation "PV" is used for "solar photovoltaic".

712.1 Scope

The particular requirements of this part of I EC 60364 apply to the electrical inst a l lations of PV
power supply systems including systems with AC modules.

NOTE 1    Standards for PV equipment are being prepared by TC 82.

NOTE  2    Requirements  for  PV  power  supply  systems  which  are  intended  for  stand-alone  operation  are  under
consideration.

712.2 Normative references

The  following  referenced  documents  are  indispe nsable  for  the  application  of  this  document.
For dated references, only the edition cited applies. For undated references, the latest edition
of the referenced document (including any amendments) appl ies.

IEC   60050(826):1982,   Internat ional   Electrotechnical   Vocabulary   (IEV)   –   Chapter   826:
Electrical installations of buildings

IEC  60439-1,  Low-voltage  switchgear  and  controlgear  assemblies  –  Part  1:  Type-tested  and
partially type-tested assemblies

IEC/TR   60755,   General   requirements   for   residual   current   operated   protective   devices
Amendment 2 (1992)

IEC  60904-3,  Photovoltaic  devices  –  Part  3:  Measurement  principles  for  terrestrial  photo-
voltaic (PV) solar devices with reference spectral irradiance data

IEC 61215, Crystalline silicon terrestrial photovoltaic (PV) modules – Design qualification and
type approval

712.3 Definitions

(See also figures 712.1 and 712.2).

For  the  purpose  of  this  part  of  IEC  60364,  the  defini tions  of  IEC  60050(826)  as  well  as  the
following definitions apply.

712.3.1
PV cell
basic PV device which can generate electricity when exposed to light such as solar radiation

© STANDARDS MALAYSIA 2007 - All rights reserved
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712.3.2
PV module
smallest completely environmentally protected assembly of interconnected PV cells

712.3.3
PV string
circuit  in  which  PV  modules  are  connected  in  series,  in  order  for  a  PV  array  to  generate  the
required output voltage

712.3.4
PV array
mechanically   and   electrically   integrated   assembly   of   PV   modules,   and   other   necessary
components, to form a DC power supply unit

712.3.5
PV array junction box
enclosure   where   all   PV   strings   of   any   PV   array   are   electrically   connected   and   where
protection devices can be located if necessary

712.3.6
PV generator
assembly of PV arrays

712.3.7
PV generator junction box
enclosure where all PV arrays are electrica l ly connected and where protection devices can be
located if necessary

712.3.8
PV string cable
cable connecting PV modules to form a PV string

712.3.9
PV array cable
output cable of a PV array

712.3.10
PV DC main cable
cable connecting the PV generator junction box to the DC terminals of the PV inverter

712.3.11
PV inverter
device which converts DC voltage and DC current into AC voltage and AC current

712.3.12
PV supply cable

cable  connecting  the  AC  terminals  of  the  PV  inverter  to  a  distribution  circuit  of  the  electrical
installation

712.3.13
PV AC module
integrated  module/inverter  assembly where  the  electrical  interface  terminals  are  AC  only.  No
access is provided to the DC side

© STANDARDS MALAYSIA 2007 - All rights reserved
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712.3.14
PV installation
erected equipment of a PV power supply system

712.3.15
standard test conditions (STC)
test conditions specified in IEC 60904-3 for PV cells and PV modules

712.3.16
open-circuit voltage under standard test conditions U

OC  S TC

voltage  under  standard  test  conditions  across  an  unl oaded  (open)  PV  module,  PV  string,  PV
array, PV generator or on the DC side of the PV inverter

712.3.17
short-circuit current under standard test conditions I

SC  S TC

short-circuit current of a PV module, PV string, PV array or  PV generator under standard test
conditions

712.3.18
DC side
part of a PV installation from a PV cell to the DC t erminals of the PV inverter

712.3.19
AC side
part of a PV installation from the AC termin als of the PV inverter to the point of connection  of
the PV supply cable to the electrical installation

712.3.20
simple separation
separation between circuits or between a circuit and earth by means of basic insulation

712.30 Assessment of general characteristics

712.31 Purpose, supplies and structure

712.312 Types of distribution systems

712.312.2 Types of system earthing

Earthing  of  one  of  the  live  conductors  of  the  DC  side  is  permitted,  if  there  is  at  least  simple
separation between the AC side and the DC side.

NOTE    Any connections with earth on the DC side should be electrically connected so as to avoid corrosion.

712.4 Protection for safety

712.41 Protection against electric shock

PV  equipment  on  the  DC  side  shall  be  considered  to  be  energized,  even  when  the  system  is
disconnected from the AC side.

The  selection  and  erection  of  equipment  shall  facilitate  safe  maintenance  and  shall  not
adversely   affect   provisions   made   by   the   manufacturer   of   the   PV   equ i pment   to   enable
maintenance or service work to be carri ed out safely.

© STANDARDS MALAYSIA 2007 - All rights reserved
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712.411 Protection against both direct and indirect contact

712.411.1 Protection by extra-low voltage: SELV and PELV

For SELV and PELV systems, UOC STC  replaces Un and shall not exceed 120 V DC.

712.413 Fault protection

712.413.1 Protection by automatic disconnection of supply

NOTE    Protection by automatic disconnection of supply on the DC side requires special measures which are under
consideration.

712.413.1.1.1.1 On  the  AC  side,  the  PV  supply cable  shall  be  connected  to  the  supply sid e
of   the   protective   device   for   automatic   disconnection   of   circuits   su pplying   current-using
equipment.

712.413.1.1.1.2 W here  an  electrical  installation  includes  a  PV  power  supply  system  without
at least simple separation between the AC side and  the DC side, an RCD installed to provide
fault protection by automatic disconnection  of supply shall be type  B acc ording to IEC 60755,
amendment 2.

W here the  PV  inverter  by construction  is  not  able  to  feed  DC  fault currents  into  the  electrical
installation, an RCD of type B according to IEC 60755 amendment 2 is not required

712.413.2 Protection by use of class II or equivalent insulation should preferably be adopted
on the DC side.

712.413.3 Protection by non-conducting locations is not permitted on the DC side.

712.413.4 Protection by earth-free local equipotential bonding is not permitted on the DC side.

712.433 Protection against overload on the DC side

712.433.1 Overload  protection  may  be  omitted  to  PV  stri ng  and  PV  array  cables  when  the
continuous current-carrying capacity of the cable is equal to or greater than 1,25 times ISC  S T C

at any location.

712.433.2 Overload  protection  may  be  omit ted  to  the  PV  main  ca ble  if  the  continuous
current-carrying capacity is equal to or greater th an 1,25 times ISC  ST C  of the PV generator.

NOTE    The  requirements  of  712.433.1  and  712.433.2  are  only  relevant  for  protection  of  the  cables.  See  as  well
the manufacturer's instructions for protection of PV modules.

712.434 Protection against short-circuit currents

712.434.1 The  PV  supply  cable  on  the  AC  side  shall  be  protected  by  a  short  circuit  or  an
overcurrent protective device installed at the connection to the AC mains.

712.444 Protection against electromagnetic interference (EMI) in buildings

712.444.4.4 To  minimize  voltages  induced  by l ightning,  the  area  of  all  wiring  lo ops  shall  be
as small as possible.

© STANDARDS MALAYSIA 2007 - All rights reserved
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712.5 Selection and erection of electrical equipment

712.51 Common rules

712.511 Compliance with standards

712.511.1 PV   modules   shall   comply   with   the   requirements   of   the   relevant   equipment
standard,  e.g.  IEC  61215  for  crystalline  PV  modules.  PV  modules  of  class  II  construction  or
with equivalent insulation are recommended if UOC STC  of the PV strings exceeds 120 V DC.

The  PV  array junction  box,  PV  generator  junction  box  and  swi tchgear  assemblies  shall  be  in
compliance with IEC 60439-1.

712.512 Operational conditions and external influences

712.512.1.1 Electrical  equipment  on  the  DC  side  sha l l  be  suitable  for  direct  voltage  and
direct current.

PV modules may be connected in series up  to  the  maximum  all owed  operating  voltage  of  the
PV  modules  and  the  PV  inverter,  whichever  is  lower.  Specificati ons  for  this  equipment  shall
be obtained from the equipment manufacturer.

If  blocking  diodes  are  used,  their  reverse  voltage  shall  be  rated  for  2  ×  UOC   ST C   of  the  PV
string. The blocking diodes shall be connected in series with the PV strings.

712.512.2.1 As  specified  by  the  manufacturer,  the  PV  mod ules  shall  be  installed  in  such  a
way  that  there  is  adequate  heat  dissipation  under  conditions  of  maximum  solar  radiation  for
the site.

712.52 Wiring systems

712.522 Selection and erection in relation to external influences

712.522.8.1 PV string cables, PV array cables and PV DC main cables shall be se l ected and
erected so as to minimize the risk of earth f aults and short-circuits.

NOTE    This may be achieved for  example by reinforcing the protection of the  wiring against external influences by
the use of single-core sheathed cables.

712.522.8.3 W iring  systems  shall  withstand  the  expected  external  infl uences  such  as  wind,
ice formation, temperature and solar radiation.

712.53 Isolation, switching and control

712.536 Isolation and switching

712.536.2 Isolation

712.536.2.1.1 To  allow  maintenance  of  the  PV  inverter,  means  of  isolating  the  PV  in v erter
from the DC side and the AC side shall be provided.

NOTE   Further  requirements  with  regard  to  the  isolation  of  a  PV  installation  operating  in  parallel  with  the  public
supply system are given in 551.7 of IEC 60364-5-55 1.

———————
1 IEC 60364-5-55,  Electrical  installations  of  buildings  –  Part  5-55:  Selection  and  erection  of  electrical  equipment  –

Other equipment.

© STANDARDS MALAYSIA 2007 - All rights reserved
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712.536.2.2 Devices for isolation

712.536.2.2.1 In  the  selection  and  erection  of  devices  for  isolation  and  switch ing  to  be
installed  between  the  PV  installation  and  the  public  supply,  the  public  su pply  shall  be  con-
sidered the source and the PV installation shall be considered the load.

712.536.2.2.5 A switch disconnector shall be provided on the DC side of the PV in verter.

712.536.2.2.5.1 All junction  boxes  (PV  generator  and  PV  ar ray boxes) sha l l carry a  warnin g
label  indicating  that  active  parts  inside  t he  boxes  may st i ll  be  live  after  isolation  from  the  PV
inverter.

712.54 Earthing arrangements, protective conductors and
protective bonding conductors

W here protective equipotential bonding  conductors  are  installed,  they shall  be  parallel to  and
in close contact as possible with DC cables and AC cables and accessories.

© STANDARDS MALAYSIA 2007 - All rights reserved



B
y-

pa
ss

di
od

es
,

if
re

le
va

nt

O
ve

rc
ur

re
nt

pr
ot

ec
tiv

e
de

vi
ce

(7
12

.4
34

.1
)

ca
bl

e

lE
O

1
1

4
5

/0
2

P
ro

te
ct

iv
e

eq
ui

po
te

nt
ia

l
bo

nd
in

g
if

re
le

va
nt

(I
, m C
)

C
)

0 C
.)

C
) a -s $
3

$
3

0 0 -4

1
.3

P
V

st
rin

P
v

P
V

st
rin

g
ca

bi

z C C C
D r 0) C 0 -J C
a CD Co C0 C
e

CO a
.

O
ve

rv
ol

ta
ge

pr
ot

ec
tiv

e
de

vi
ce

.

if
re

le
va

nt

P
V

ge
ne

ra
to

r
ju

nc
tio

n
bo

x

F
ig

u
re

7
1
2
.1

—
P

V
in

s
ta

ll
a

ti
o

n
—

G
e
n

e
ra

l
s

c
h

e
m

a
—

O
n

e
a
rr

a
y



N
O

ve
rc

ur
re

nt
pr

ot
ec

tiv
e

de
vi

ce
,

if
P

V
a
rr

a
yj

u
n
ct

io
n

bo
x

-
~

I
PV

in
st

al
la

tio
n

lE
O

1
1

4
6

/0
2

/
PV

ar
ra

y

PV
st

rin
g

C
I) m C
)

C
)

0 C.
.)

C
) a -s $
3

$
3

0 0 -4

PV
m

od
ul

e

—
PV

ge
ne

ra
to

r

PV
ar

ra
y

S
w

itc
h
g
e
a
r

a
ss

e
m

b
ly

© (0 -4 z C C
D IPV

st
rin

g
ca

bl
e

1
.3 C’
s

FV
ar

ra
y

F
ig

u
re

7
1

2
.2

—
P

V
in

s
ta

ll
a

ti
o

n
—

E
x
a
m

p
le

w
it

h
s
e
v
e
ra

l
a

rr
a

y
s



© STANDARDS MALAYSIA 2007 - All rights reserved 

 
 

 
 
 

Acknowledgements 
 
 

Technical Committee on Generation, Conversion, Transformation and Storage of 
Electrical Energy members: 
 

Tuan Haji Mohammad Rumai Abdullah (Chairman) Tenaga Nasional Berhad 
Mr Abdul Karim Abdul Razak (Secretary)  SIRIM Berhad 
Ir Mohd Fazli Osman     Jabatan Kerja Raya Malaysia 

Ms Sharifah Jusoh     SIRIM QAS International Sdn Bhd  
(Electrotechnical Testing Section) 

Mr Abdul Hfiz Ahmed     SIRIM QAS International Sdn Bhd  

(Product Certification and Inspection 
Section) 

Ir Azhar Omar      Suruhanjaya Tenaga 

Mr Zulkeply Wahid     TNB Remaco Sdn Bhd 
Ir Cheong Thiam Fook  The Electrical and Electronics 

Association of Malaysia 

Ir Goon Kid Seng The Institution of Engineers, 
Malaysia 

Dr Hamzah Arof     Universiti Malaya 

Assoc Prof Madya Faridah Mohd Taha   Universiti Teknologi Malaysia 
 
 

Working Group on Solar Photovoltaics Systems members:  
 
Ir Ahmad Hadri Haris (Chairman)   Pusat Tenaga Malaysia 

Mr Abdul Karim Abdul Razak (Secretary)  SIRIM Berhad 
Ms Sabariah Hussain /    Jabatan Kerja Raya Malaysia 
Mr Shahrul Affendy Abu Bakar 

Mr Hamdan Mokhtar     SIRIM Berhad  
(Environment and Bioprocess 
Technology Center) 

Mr Jamari Ibrahim     Suruhanjaya Tenaga 
Ir Cheong Thiam Fook  The Electrical and Electronics 

Association of Malaysia 

Mr Jeyaram Subramaniam    The Solar Energie Technik Sdn Bhd 
Ms Arnie Azlina Omar     Tenaga Nasional Berhad 
Assoc Prof Dr Kamaruzzaman Sopian Universiti Kebangsaan Malaysia 

Assoc Prof Dr Nasrudin Abd Rahim   Universiti Malaya 
Assoc Prof Madya Dr Zainal Salam   Universiti Teknologi Malaysia 
Assoc Prof Madya Dr Sulaiman Shaari   Universiti Teknologi MARA  

(Faculty of Applied Sciences) 
Assoc Prof Madya Dr Titik Khawa Abdul Rahman Universiti Teknologi MARA  

(Faculty of Electrical Engineering) 

    



 

 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
© Copyright 2015 
All rights reserved. No part of this publication may be reproduced or utilised in any           
form or by any means, electronic or mechanical, including photocopying and 
microfilm, without permission in writing from the Department of Standards Malaysia. 
 


