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NATIONAL FOREWORD 
 
 
The adoption of the IEC Standard as a Malaysian Standard was recommended by the 
Working Group on IT Equipments under the authority of the Industry Standards Committee on 
Electrical and Electronics Equipments and Accessories. 
 
This Malaysian Standard is the first revision of MS IEC 62040-1-1, Uninterruptible power 
systems (UPS) - Part 1-1: General and safety requirements for UPS used in operator access 
areas and MS IEC 62040-1-2, Uninterruptible power systems (UPS) - Part 1-2: General and 
safety requirements for UPS used in restricted access locations. 

 
This Malaysian Standard is identical with IEC 62040-1:2008, Uninterruptible power systems 
(UPS) - Part 1: General and safety requirements for UPS, published by the International 
Electrotechnical Commission (IEC). However, for the purposes of this Malaysian Standard, 
the following apply: 

a) in the source text, "this International Standard" should read "this Malaysian Standard";  
 

b) the comma which is used as a decimal sign (if any), to read as a point; and 
 

c) reference to International Standards should be replaced by corresponding Malaysian
Standards as follows: 

 
Referenced International Standards  Corresponding Malaysian Standards 

 
IEC 60364-4-42, Electrical installations of 
buildings - Part 4-42: Protection for safety - 
Protection against thermal effects 
 

 MS IEC 60364-4-42, Electrical installations 
of buildings - Part 4-42: Protection for safety 
- Protection against thermal effects 
 

IEC 60529, Degrees of protection provided 
by enclosures (IP Code) 
 

 MS IEC 60529, Degrees of protection 
provided by enclosures (IP Code) 
 

IEC 60755, General requirements for 
residual current operated protective devices 
 

 MS 60755, General requirements for 
residual current operated protective devices 

IEC 60950-1, Information technology 
equipment - Safety - Part 1: General 
requirements 
 

 MS IEC 60950-1, Information technology 
equipment - Safety - Part 1: General 
requirements 
 

IEC 61008-1, Residual current operated 
circuit-breakers without integral overcurrent 
protection for household and similar uses 
(RCCBs) - Part 1: General rules 
 

 MS IEC 61008-1, Residual current operated 
circuit-breakers without integral overcurrent 
protection for household and similar uses 
(RCCBs) - Part 1: General rules 

IEC 61009-1, Residual current operated 
circuit-breakers with integral overcurrent 
protection for household and similar uses 
(RCBOs) - Part 1: General rules  
 

 MS IEC 61009-1, Residual current operated 
circuit-breakers with integral overcurrent 
protection for household and similar uses 
(RCBOs) - Part 1: General rules 

IEC 62040-2, Uninterruptible power systems 
(UPS) - Part 2: Electromagnetic compatibility 
(EMC) requirements 
 

  MS IEC 62040-2, Uninterruptible power 
systems (UPS) - Part 2: Electromagnetic 
compatibility (EMC) requirements 
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NATIONAL FOREWORD (continued) 
 
 
Referenced International Standards  Corresponding Malaysian Standards 

 
IEC 62040-3:1999, Uninterruptible power 
systems (UPS) - Part 3: Method of 
specifying the performance and test 
requirements 

 MS IEC 62040-3:1999, Uninterruptible 
power systems (UPS) - Part 3: Method of 
specifying the performance and test 
requirements 

 
MS IEC 62040 consists of the following parts, under the general title Uninterruptible power 
systems (UPS): 
 

Part 1: General and safety requirements for UPS 

Part 2: Electromagnetic compatibility (EMC) requirements 

Part 3: Method of specifying the performance and test requirements 

 
This Malaysian Standard cancels and replaces MS IEC 62040-1-1:2007 and MS IEC 62040-
1-2:2007. 
 
Compliance with a Malaysian Standard does not of itself confer immunity from legal 
obligations. 
 
NOTE. IDT on the front cover indicates an identical standard i.e. a standard where the technical content, structure, 
and wording (or is an identical translation) of a Malaysian Standard is exactly the same as in an International 
Standard or is identical in technical content and structure although it may contain the minimal editorial changes 
specified in clause 4.2 of ISO/IEC Guide 21-1. 
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 
____________ 

 
UNINTERRUPTIBLE POWER SYSTEMS (UPS) –  

 
Part 1: General and safety requirements for UPS  

 
 

FOREWORD 

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any 
equipment declared to be in conformity with an IEC Publication. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 62040-1 has been prepared by subcommittee 22H: Uninterruptible 
power systems (UPS), of IEC technical committee 22: Power electronic systems and 
equipment. 

This standard cancels and replaces the first edition of IEC 62040-1-1, published in 2004 and 
IEC 62040-1-2, published in 2004 and constitutes a technical revision. This standard merges 
all requirements of previous IEC 62040-1-1 and IEC 62040-1-2, with the addition of the 
following: 

– update of normative references including IEC 60950-1 as Reference Document (RD); 

– harmonization and alignment with current world recognized best practices;  

– enhancement of backfeed protection, definition of ground-fault, revision of temperature 
rise tables and of hydrogen concentration in battery compartments. 

MS IEC 62040-1:2012
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The text of this standard is based on the following documents: 

FDIS Report on voting 

22H/104/FDIS 22H/106/RVD 

Full information on the voting for the approval of this standard can be found in the report on 
voting indicated in the above table. 

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2. 

It is to be used with IEC 60950-1, Edition 2.0, which is referred to in this standard as "RD". 

In this standard, the following print types are used: 

– requirements proper and normative annexes: in roman type; 

– compliance statements and test specifications: in italic type; 

– notes and other informative matter: in smaller roman type; 

– normative conditions within tables: in smaller roman type; 

– terms that are defined in Clause 3: bold. 

A list of all parts of the IEC 62040 series, under the general title: Uninterruptible power 
systems (UPS), can be found on the IEC website. 

The committee has decided that the contents of this publication will remain unchanged until 
the maintenance result date indicated on the IEC web site under "http://webstore.iec.ch" in 
the data related to the specific publication. At this date, the publication will be  

� reconfirmed; 

� withdrawn; 

� replaced by a revised edition, or 

� amended. 

The contents of the corrigendum of September 2008 have been included in this copy. 

MS IEC 62040-1:2012
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UNINTERRUPTIBLE POWER SYSTEMS (UPS) –  
 

Part 1: General and safety requirements for UPS  
 
 
 

1 Scope and specific applications 

1.1 Scope 

This part of IEC 62040 applies to uninterruptible power systems (UPS) with an electrical 
energy storage device in the d.c. link. It is used with IEC 60950-1, which is referred to in this 
standard as "RD" (reference document). 

NOTE UPS applications generally make use of a chemical battery as the energy storage device. Alternative 
devices may be suitable, and as such, where “battery” appears in the text of this standard, where applicable, this 
may be understood as “energy storage device”. 

When a clause is referred to by the phrase "The definitions or the provisions of item/RD 
apply", this phrase is intended to mean that the definitions or provisions in that clause of 
IEC 60950-1 apply, except any which are clearly inapplicable to uninterruptible power 
systems. National requirements additional to those in IEC 60950-1 apply and are found as 
notes under relevant clauses of the RD. 

The primary function of the UPS covered by this standard is to ensure continuity of an 
alternating power source. The UPS may also serve to improve the quality of the power source 
by keeping it within specified characteristics. 

This standard is applicable to UPS which are movable, stationary, fixed or for building-in, for 
use in low-voltage distribution systems and intended to be installed in any operator 
accessible area or in restricted access locations as applicable. It specifies requirements to 
ensure safety for the operator and layman who may come into contact with the equipment 
and, where specifically stated, for the service person. 

This standard is intended to ensure the safety of installed UPS, both as a single UPS unit or 
as a system of interconnected UPS units, subject to installing, operating and maintaining the 
UPS in the manner prescribed by the manufacturer. 

This standard does not cover UPS based on rotating machines.  

Electromagnetic compatibility (EMC) requirements and definitions are given in IEC 62040-2. 

1.2 Specific applications 

Even if this standard does not cover all types of UPS, it may be taken as a guide for such 
equipment. Requirements additional to those specified in this standard may be necessary for 
specific applications, e.g. related to UPS that operate: 

– while exposed to extremes of temperature; to excessive dust, moisture, or vibration; to 
flammable gases; to corrosive or to explosive atmospheres; 

– where ingress of water and foreign objects are possible; 
 
NOTE 1 Annex H provides guidance on such requirements and on relevant testing. 

– in vehicles, on board ships or aircraft, in tropical countries, or at elevations greater 
than 1 000 m; 

NOTE 2 Guidance for performance of UPS operating at elevations greater than 1 000 m is provided in 
4.1.1 of IEC 62040-3. 

MS IEC 62040-1:2012
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– with trapezoidal output waveforms and long run times (greater than 30 min); 

 NOTE 3 In addition to complying with 5.3.1.2 of IEC 62040-3, voltage distortion tests for the purpose of 
load compatibility should also be performed.  

– subject to transient overvoltages exceeding those of overvoltage category II according 
to IEC 60664; 

NOTE 4 Subclause G.2.1/RD provides guidance for additional protection against transient overvoltages 
at the mains supply to the UPS. Where such additional protection is an integral part of the equipment 
insulation requirements, creepage distances and clearance distances from the mains through to the load 
side of the additional protection may be judged as category III or IV as required. All further downstream 
insulation requirements, creepage distances, and clearance distances on the load side of the additional 
protection may be judged as category I or II as required. 

– in electromedical applications with the UPS located within 1,5 m of the patient contact 
area; 

– in systems classified as emergency power systems by an authority having jurisdiction. 

NOTE 5 Additional requirements may also apply in accordance with local regulations. 

2 Normative references 

The following referenced documents are indispensable for the application of this document. 
For dated references, only the edition cited applies. For undated references, the latest edition 
of the referenced document (including any amendments) applies. 

IEC 60364-4-42, Electrical installations of buildings – Part 4-42: Protection for safety –
Protection against thermal effects 

IEC 60417, Graphical symbols for use on equipment 

IEC 60529, Degrees of protection provided by enclosures (IP Code) 

IEC 60664 (all parts), Insulation coordination for equipment within low-voltage systems 

IEC 60755, General requirements for residual current operated protective devices 

IEC 60950-1:2005, Information technology equipment – Safety – Part 1: General requirements 

IEC 61000-2-2, Electromagnetic compatibility (EMC) – Part 2-2: Environment – Compatibility 
levels for low-frequency conducted disturbances and signaling in public low-voltage power 
supply systems 

IEC 61008-1, Residual current operated circuit-breakers without integral overcurrent 
protection for household and similar uses (RCCBs) – Part 1: General rules 

IEC 61009-1, Residual current operated circuit-breakers with integral overcurrent protection 
for household and similar uses (RCBOs) – Part 1: General rules 

IEC 62040-2:2005, Uninterruptible power systems (UPS) – Part 2: Electromagnetic compatibility 
(EMC) requirements 

IEC 62040-3:1999, Uninterruptible power systems (UPS) – Part 3: Method of specifying the 
performance and test requirements 

MS IEC 62040-1:2012
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3 Terms and definitions 

For the purposes of this document, the following terms and definitions apply. 

3.1 General definitions 

NOTE 1 Where the terms "voltage" and "current" are used, they imply the r.m.s. values, unless otherwise 
specified. 

NOTE 2 Care should be taken that measuring instruments give a true r.m.s. reading in the presence of non-
sinusoidal signals. 

3.1.1  
uninterruptible power system  
UPS 
combination of convertors, switches and energy storage devices (such as batteries), 
constituting a power system for maintaining continuity of load power in case of input power 
failure 

NOTE Continuity of load power occurs when voltage and frequency are within rated steady-state and transient 
tolerance bands and with distortion and interruptions within the limits specified for the load. Input power failure 
occurs when voltage and frequency are outside rated steady-state and transient tolerance bands or with distortion 
or interruptions outside the limits specified for the UPS. 

3.1.2  
bypass 
alternative power path, either internal or external to the UPS 

3.1.3  
primary power 
power supplied by an electrical utility company or by a user’s generator 

3.1.4  
active power  
under periodic conditions, mean value, taken over one period T, of the instantaneous power p: 

 

NOTE 1 Under sinusoidal conditions, the active power is the real part of the complex power.  

NOTE 2 The SI unit for active power is the watt. 

[IEV 131-11-42] 

NOTE 3 DC, fundamental and harmonic voltages contribute directly to the magnitude of the active power. Where 
applicable, instruments used to measure active power should therefore present sufficient bandwidth and be 
capable of measuring any significant non-symmetrical and harmonic power components. 

3.1.5  
apparent power 

product of the r.m.s. voltage and r.m.s. current  

3.1.6  
backfeed 
condition in which a voltage or energy available within the UPS is fed back to any of the input 
terminals, either directly or by a leakage path while operating in the stored energy mode and 
with primary power not available 

3.1.7  
backfeed protection 
control scheme that reduces the risk of electric shock due to backfeed 
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3.1.8  
stored energy mode 
operation of the UPS when supplied by the following conditions: 

– primary power is disconnected or is out of a given tolerance; 

– battery is being discharged; 

– load is within the given range;  

– output voltage is within the given tolerance 

3.2 UPS electrical ratings 

3.2.1  
rated voltage 
input or output voltage (for three-phase supply, the phase-to-phase voltage) as declared by 
the manufacturer 

3.2.2  
rated voltage range 
input or output voltage range as declared by the manufacturer, expressed by its lower and 
upper rated voltages 

3.2.3  
rated current 
input or output current of the UPS as declared by the manufacturer 

NOTE See 4.7.2. 

3.3 Load types 

3.3.1  
normal load 
mode of operation which approximates as closely as possible the most severe conditions of 
normal use in accordance with the manufacturer’s operating instructions  

NOTE 1 However, when the conditions of actual use can obviously be more severe than the maximum load 
conditions recommended by the manufacturer, a load should be used that is representative of the maximum that 
can be applied 

NOTE 2 For examples of reference normal load conditions for UPS, see Annex L. 

3.3.2  
linear load 

load where the current drawn from the supply is defined by the relationship: 

I = U/Z 

where 

I  is the load current; 

U  is the supply voltage; 

Z  is the load impedance 

3.3.3  
non-linear load 
load where the parameter Z (load impedance) is no longer a constant but is a variable 
dependent on other parameters, such as voltage or time (see Annex L) 
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3.4 Connection to the supply 

The definitions of 1.2.5/RD apply together with the following. 

3.4.1  
power cord 
flexible cord or cable for interconnection purposes 

3.5 Circuits and circuit characteristics 

The definitions of 1.2.8/RD (e.g. hazardous voltage 1.2.8.6/RD) apply. 

3.6 Insulation 

The definitions of 1.2.9/RD apply. 

3.7 Equipment mobility 

The definitions of 1.2.3/RD apply. 

3.8 Insulation classes of UPS 

The definitions of 1.2.4/RD apply. 

3.9 Earth fault 

Occurrence of an accidental conductive path between a live conductor and the earth  

[IEV 195-04-14] 

3.10 Enclosures 

The definitions of 1.2.6/RD apply. 

3.11 Accessibility 

The definitions of 1.2.7/RD apply. 

3.12 Components 

The definitions of 1.2.11/RD apply. 

3.13 Power distribution 

The definitions of 1.2.8.1/RD and 1.2.8.2/RD apply. 

3.14 Flammability 

The definitions of 1.2.12/RD apply. 

3.15 Miscellaneous 

The definitions of 1.2.13/RD (e.g. type test definition 1.2.13.1/RD) apply. 

3.16 Clearances and creepage distances 

The definitions of 1.2.10/RD apply. 
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3.17 Telecommunication networks 

The following definitions apply: 1.2.8.11/RD, 1.2.8.12/RD, 1.2.8.13/RD, 1.2.8.14/RD. 

4 General conditions for tests 

4.1 Introduction 

The provisions of 1.4.1/RD, 1.4.3/RD, 1.4.6/RD, 1.4.7/RD, 1.4.8/RD, 1.4.10/RD, 1.4.11/RD, 
1.4.12/RD, 1.4.13/RD, 1.4.14/RD apply together with the following. 

Only the leakage current and heating tests shall be performed at input voltage tolerances (see 
1.4.5/RD). All tests shall be run at nominal input voltages, unless specifically prescribed 
otherwise. 

4.2 Type test 

The provisions of 1.4.2/RD apply together with the following addition. 

Where in this standard compliance of materials, components or subassemblies is checked by 
inspection or by testing of properties, it is permitted to confirm compliance by reviewing any 
relevant data or previous test results that are available instead of carrying out the specified 
type tests. 

NOTE For physically large units and/or power ratings, adequate test facilities to demonstrate some of the type 
tests may not exist.  

This situation also applies to some electrical tests for which no commercial test simulation 
equipment is available or requires specialized test facilities beyond the scope of the 
manufacturer's premises. 

4.3 Operating parameters for tests 

Except where specific test conditions are stated elsewhere in the standard, and where it 
is clear that there is a significant impact on the results of the test, the tests shall be carried 
out at rated voltage and under the most unfavorable combination of the following parameters, 
within the manufacturer's operating specifications: 

– absence of supply voltage; 

– supply frequency; 

– charge condition of the battery;  

– physical location of UPS and position of movable parts; 

– operating mode. 

The following does not apply to UPS installed in restricted access locations: 

– adjustments of thermostats, regulating devices or similar controls in operator access 
areas, which are  

a) adjustable without the use of a tool, or 

b) adjustable using a means, such as a key or a tool, deliberately provided for the 
operator.  
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4.4 UPS loading during tests 

Where test results could reasonably be expected to vary upon UPS loading, adjustments shall 
be made to provide the most unfavorable results. This is achieved by considering loading  

– that could be connected to any standard supply outlet or terminal on the equipment, up to 
the value indicated in the marking required by 4.7.2;  

– due to recharge of the stored energy source (batteries or similar); 

– due to optional features, offered or provided for by the manufacturer for inclusion in or 
with the equipment under test; 

– due to other units of equipment intended by the manufacturer to draw power from the 
equipment under test. 

NOTE 1 Artificial loads may be used to simulate such loading while testing. 

NOTE 2 See also 4.6.  

4.5 Components 

Where safety is involved, components shall comply either with the requirements of this 
standard or with the safety aspects of the relevant IEC component standards. 
 
NOTE 1 An IEC component standard is considered relevant only if the component in question clearly falls within 
its scope. 

Further, the provisions of 1.5.2/RD, 1.5.3/RD, 1.5.4/RD, 1.5.5/RD, 1.5.6/RD, 1.5.7/RD and 
1.5.8/RD apply. 

NOTE 2 The requirements of this standard include abnormal tests to ensure safe failure mode of components; 
see 8.3.  

4.6 Power interfaces 

The provisions of 1.6.1/RD, 1.6.2/RD, 1.6.4/RD apply together with the following.  

NOTE While supplying rated output under each of the conditions described in a) to d) below, the relevant a.c. or 
d.c. steady state input current should not exceed 110 % of the rated current. 

a) Recharging mode – Applicable to the primary power received by the UPS while also charging the battery. 

b) Stored energy mode – Applicable to the d.c. current from, for example, a remote battery while simulating 
primary power outage. The inverter portion of the UPS should receive power from either a fully charged battery 
bank or an external d.c. source of supply. 

c) Bypass mode – The transfer switch should be positioned to allow the primary power for the output load to 
bypass the rectifier/charger and inverter sections of the UPS and be delivered directly to the load. 

d) Normal mode – With a fully charged battery, the UPS should receive power from the primary power source. 

The neutral conductors, if any, shall be insulated from earth and the body throughout the 
equipment, as if they were phase conductors. Components connected between neutral and 
earth shall be rated for a working voltage equal to the phase-to-neutral voltage. In the case 
of the output neutral conductor being isolated from the input neutral conductor, the service 
person responsible for the installation shall connect this output neutral conductor as required 
by local wiring rules and as detailed in the installation instructions. 

Compliance is checked by inspection. 
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4.7 Markings and instructions 

4.7.1 General 

Where a marking is required as detailed below, provision shall be allowed for equivalent 
wording. The marking shall be readily visible either in an operator access area or shall be 
located on an outside surface of the equipment. If located on an outside surface of fixed 
equipment, the marking shall be visible after the equipment has been installed as in normal 
use. 

For equipment intended to be installed by a service person or located in a restricted access 
location, the marking may be located behind a door or cover that it is not operator 
accessible. In this case, a readily visible marker shall be attached to the equipment to clearly 
indicate the location of such marking. It is allowed to use a temporary marker. 

4.7.2 Power rating 

Equipment shall be provided with adequate markings in order to specify 

– input supply requirements; 

– output supply ratings.  

For equipment with multiple rated voltages, the corresponding rated currents shall be 
marked such that the different current ratings are separated by a solidus (/) and the relation 
between rated voltage and associated rated current appears distinctly. 

Equipment with a rated voltage range shall be marked with either the maximum rated 
current or with the current range. 

The markings of input and output shall include those in the RD, in addition to the following: 

– output rated voltage; 

– output rated power factor, if less than unity, or active power and rated current; 

– number of output phases and neutral (refer to 1.7.1/RD); 

– output rated active power, in watts or kilowatts according to Annex L/RD; 

– output rated apparent power in volt-amperes or kilovoltamperes according to 
Annex L/RD; 

– ambient operating temperature range (if other than 0 °C to 40 °C). 

NOTE For example for indoor office ambient, the temperature range specified by the manufacturer may be  
10 °C to 35 °C. 

For units designed with additional separate automatic bypass/maintenance bypass, additional 
input a.c. supply, or external batteries, it shall be allowed for relevant supply ratings to be 
specified in the accompanying installation instructions. Where this is done, the following 
instruction shall appear on or near the point of connection: 

SEE INSTALLATION INSTRUCTIONS BEFORE  
CONNECTING TO THE SUPPLY 

4.7.3 Safety instructions 

4.7.3.1 General 

The manufacturer shall make safety instructions available as required to avoid introduction of 
hazards when operating, installing, maintaining, transporting or storing the UPS. 
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For example, special precaution for the protective earth conductor may be required when 
installing a pluggable UPS comprising separate enclosures. The protective conductor should 
remain interconnected between enclosures also when the mains plug of the UPS is 
disconnected. Such enclosures may house power electronics, battery strings, bypass switch, 
terminals and/or outlets. 

4.7.3.2 Installation 

The manufacturer shall provide guidance on the level of competence necessary for 
installation. Where appropriate, installation instructions should include reference to national 
wiring rules. Distinct instructions apply for: 

–  UPS designed for location in a restricted access location only 

 The installation instructions shall clearly state that the UPS may only be installed in 
accordance with the requirements of IEC 60364-4-42. Such UPS may not meet the 
requirements for a fire enclosure as specified in 1.2.6.2/RD. 

–  UPS designed for permanent connection by fixed wiring to the a.c. supply or to the load or 
to a separate energy storage device, e.g. batteries that are not installed when delivered to 
the user. The installation instructions shall clearly state that only a qualified professional 
(e.g. service person) may install the UPS and that, when the disconnect device for 
isolation of mains power is not incorporated in the equipment (see 3.4.2/RD), an 
appropriate and readily accessible disconnect device shall be incorporated in the fixed 
wiring. 

–  Pluggable type A or pluggable type B UPS with energy storage device, e.g. a battery, 
already installed by the supplier. The installation instructions for UPS intended for user 
installation shall be made available to the user, e.g. in the user manual. When the 
disconnect device for isolation of mains power is not incorporated in the equipment (see 
3.4.2/RD) or when the plug on the power supply cord is intended to serve as the 
disconnect device, the installation instructions shall state that the mains socket outlet that 
supplies the UPS shall be installed near the UPS and shall be easily accessible. When the 
UPS power cord must be connected to an earthed mains socket outlet for safety reasons, 
the UPS marking or installation instructions shall so state. The same requirement for 
marking applies to any special equipotential earth bonding to other connected UPS 
equipment or to Class I loads. 

NOTE Pluggable power cords are normally 2 m in length or less. 

4.7.3.3 Operation 

The manufacturer shall, except when the UPS is intended for operation by a layperson, 
provide guidance on the level of competence necessary to operate the equipment. This may 
include reference for operators to undergo training or to be qualified and authorized to enter 
restricted access locations. 

4.7.3.4 Maintenance 

Except for minor routine maintenance that may be performed by the operator, safety 
instructions to be used during maintenance of the UPS are normally made available only to 
service persons. 
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4.7.3.5 Distribution related backfeed 

For the purpose of warning the electrical service person against backfeed situations not 
caused by the UPS but that may arise when a particular load fault is present while the UPS 
operates in stored energy mode or while unbalanced loads are supplied through a particular 
power distribution system, e.g. an impedance grounded IT system, the installation instructions 
for permanently connected UPS shall require the fitting of a warning label 

– by the UPS supplier, at the UPS input terminals 

and 

– by the user, on all primary power isolators installed remote from the UPS area and on 
external access points, if any, between such isolators and the UPS 

when 

a) the automatic backfeed isolation (see 5.1.4) is provided external to the equipment 

or 

b) the UPS input is connected through external isolators that, when opened, isolate the 
neutral 

or 

c) the UPS is connected to an IT power distribution system (see 1.6.1/RD). 

The warning label shall carry the following wording or equivalent. 

 

 
Before working on this circuit

-  Isolate Uninterruptible Power System (UPS)
- Then check for Hazardous Voltage between all terminals 

including the protrctive earth 

Risk of Voltage Backfeed

 
 

NOTE Backfeed protection against faults occurring in the UPS is described in 5.1.4. 

4.7.4 Main voltage adjustment 

The provisions of 1.7.4/RD apply. 

4.7.5 Power outlets 

The provisions of 1.7.5/RD apply. 

4.7.6 Fuses 

The provisions of 1.7.6/RD apply. 

4.7.7 Wiring terminals 

The provisions of 1.7.7/RD apply. 

4.7.8 Battery terminals 

Terminals intended for connection to batteries shall indicate the polarity according to 
IEC 60417 or be so constructed as to reduce the likelihood of improper connection. 
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4.7.9 Controls and indicators 

The provisions of 1.7.8/RD apply. 

4.7.10 Isolation of multiple power sources 

The provisions of 1.7.9/RD apply. 

4.7.11 IT power systems 

The provisions of 1.7.2.4/RD apply. 

4.7.12 Protection in building installation 

If pluggable equipment type B or permanently connected equipment relies on the building 
installation for the protection of internal wiring of the equipment, the equipment installation 
instructions shall so state and shall also specify the necessary requirements for short-circuit 
protection or overcurrent protection or, where necessary, for both (see 5.5.2). 

If the protection against electric shock of the UPS (see 5.1) relies on residual current devices 
in the building installation circuit and the design of the UPS is such that in any normal or 
abnormal operating condition a fault current to earth with d.c. component is possible, the 
installation instructions shall define the building residual current devices as type B (see  
IEC 60755) for three-phase UPS and as type A (IEC 61008-1 or IEC 61009-1) for single-
phase UPS. 

NOTE Consideration should be given to national wiring rules, if any, regarding requirements for public networks 
protection. 

4.7.13 High leakage current 

The provisions of 5.1/RD apply in addition with the following. 

For UPS systems intended for use as pluggable equipment type B or fixed installations, 
where the earth leakage currents of the UPS and connected loads sum in the primary UPS 
protective earth conductor exceeds or is likely to exceed the limits of 5.1/RD under any mode 
of operation, the unit shall carry a warning label as required by 5.1/RD, and the installation 
manual shall define the connection method to the primary power source. 

4.7.14 Thermostats and other regulating devices 

The provisions of 1.7.10/RD apply. 

4.7.15 Language 

Instructions and equipment marking related to safety shall be in a language which is 
acceptable in the country in which the equipment is to be installed. 

The provisions of 1.7.2.1/RD and 1.7.8.1/RD apply. 

4.7.16 Durability of markings 

The provisions of 1.7.11/RD apply. 

4.7.17 Removable parts 

The provisions of 1.7.12/RD apply. 
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4.7.18 Replaceable batteries 

The provisions of 1.7.13/RD apply. 

4.7.19 Operator access with a tool 

The provisions of 1.7.2.5/RD apply. 

4.7.20 Battery 

External battery cabinets or battery compartments within the UPS shall be provided with the 
following, clearly legible information in such a position as to be immediately seen by a 
service person when servicing the UPS, in accordance with the requirements of 1.7.1/RD: 

a) battery type (lead-acid, NiCd, etc.) and number of blocks or cells; 

b) nominal voltage of total battery; 

c) nominal capacity of total battery (optional); 

d) warning label denoting an energy or electrical shock and chemical hazard and reference to 
the maintenance, handling and disposal requirements detailed in the following 
instructions. 

Exception: Pluggable equipment type A UPS, supplied with integral batteries or with 
separate battery cabinets, intended for location either under or over or alongside the UPS, 
connected by plugs and sockets for operator installation, need only be fitted with the warning 
label (see item d) above) on the outside of the unit. 

All other information shall be given in the user’s instructions. 

Instructions: 

a) Internally mounted battery: 

– instructions shall carry sufficient information to enable the replacement of the battery 
with a suitable recommended type; 

– safety instructions to allow access by a service person shall be stated in the 
installation/service handbook; 

– if batteries are to be installed by a service person, instructions for interconnections 
including terminal torques shall be provided. 

 The operator manual shall include the following instructions: 

– Servicing of batteries should be performed or supervised by personnel knowledgeable 
about batteries and required precautions. 

– When replacing batteries, replace with the same type and number of batteries or 
battery packs. 

 CAUTION: Do not dispose of batteries in a fire. The batteries may explode. 

 CAUTION: Do not open or mutilate batteries. Released electrolyte is harmful to the 
skin and eyes. It may be toxic. 

b) Externally mounted batteries: 

– installation instructions shall state voltage, ampere-hour rating, charging regime and 
method of protection required on installation to coordinate with UPS protective 
devices, where the battery is not provided by the UPS manufacturer; 

– instructions for the battery cells shall be provided by the battery manufacturer. 

c) External battery cabinets: 

 External battery cabinet supplied with the UPS shall have adequate installation 
instructions to define cable sizes for connection to the UPS if the cabling is not supplied 
by the UPS manufacturer. Where the battery cells or blocks are not supplied pre-installed 
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and wired, installation instructions for the battery cells or blocks shall be provided by the 
battery manufacturer, if not detailed in the UPS manufacturer's installation instructions. 

Protection against energy hazards shall comply with 2.1.1.5/RD. 

NOTE 1 Bare parts that involve an energy hazard should be located, enclosed, guarded or provided with a barrier 
to take into account the unintentional bridging by conductive materials that might be present during service 
operations. 

NOTE 2 Bare parts operating at a hazardous voltage level should be located or guarded such that unintentional 
contact with such parts is unlikely during servicing operations involving other parts of the equipment. 

4.7.21 Installation instructions 

Adequate information shall be provided in the installation instructions as to the purpose and 
connection of any signaling circuits, relay contacts, emergency power off (EPO) circuits, etc. 
Attention should be drawn as to the necessity of maintaining characteristics of any TNV, 
SELV or ELV circuits when connected to other equipment. 

Installation instructions shall carry sufficient information, including the basic internal circuit 
configuration of the UPS, to emphasize its compatibility to power distribution systems. 

Special attention shall be given to the compatibility with the relevant wiring rules and to 
bypass circuits. 

Where a UPS output neutral relies on the input supply/supplies neutral reference, adequate 
installation instructions shall be provided to prevent loss of this neutral reference, if a hazard 
should result due to external isolation/changeover of supply sources, etc. 

Only UPS complying with the marking instruction of 1.7.2.4/RD are suitable for use on IT 
power systems, as defined in Annex V/RD. Where additional external components are 
required to meet this requirement, these shall be referenced in the installation instructions. 

5 Fundamental design requirements 

5.1 Protection against electric shock and energy hazards 

5.1.1 Protection for UPS intended to be used in operator access areas  

The requirements and restrictions of 2.1.1/RD apply. 

The requirements for protection against electric shock from energized parts are based on the 
principle that the operator is permitted to have access to:  

– bare parts of SELV circuits; and  

– bare parts of limited current circuits; and  

– TNV circuits under specified conditions. 

NOTE TNV circuits are generally not part of the UPS design, but some UPS support interconnection with 
external TNV circuits, e.g. with a communication line to the PSTN. 

The requirements for protection against energy hazards are based on the principle that there 
shall be no risk of injury where a hazardous energy level exists. 

UPS intended for building-in and/or rack mounting or for incorporation in larger equipment is 
tested with access to UPS limited according to the method of mounting detailed by the 
manufacturer. 
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5.1.2 Protection for UPS intended to be used in service access areas  

In a service access area, the following requirements apply.  

Bare parts at hazardous voltage shall be located or guarded so that unintentional contact 
with such parts is unlikely during service operations involving other parts of the equipment.  
Bare parts at hazardous voltage shall be located or guarded so that accidental shorting to 
SELV circuits or to TNV circuits (for example, by tools or test probes used by a service 
person) is unlikely. 

No requirement is specified regarding access to ELV circuits or to TNV circuits. However, 
bare parts that present a hazardous energy level shall be located or guarded so that 
unintentional bridging by conductive materials that might be present is unlikely during service 
operations involving other parts of the equipment.  

Any guards required for compliance with 5.1.2 shall be easily removable and replaceable if 
removal is necessary for servicing. Compliance is checked by inspection and measurement. 
In deciding whether or not unintentional contact is likely, account is taken of the way a 
service person needs to gain access past, or near to, the bare parts in order to service other 
parts. For determination of a hazardous energy level, see 2.1.1.5 c) /RD. 

5.1.3 Protection for UPS intended to be used in restricted access areas  

For equipment to be installed in a restricted access location, the requirements for operator 
access areas apply, except as permitted in the following three paragraphs. 

Contact with bare parts of a secondary circuit at hazardous voltage with the test finger, 
Figure 2A/RD (see 2.1.1.1/RD) is permitted. However, such parts shall be so located or 
guarded that unintentional contact is unlikely.  

Bare parts that present a hazardous energy level shall be located or guarded so that 
unintentional bridging by conductive materials that might be present is unlikely.  

No requirement is specified regarding contact with bare parts of TNV-1, TNV-2 and TNV-3 
circuits.  

Compliance is checked by inspection and measurement.  

In deciding whether or not unintentional contact is likely, account is taken of the need to gain 
access past, or near to, the bare parts. For determination of a hazardous energy level, see 
2.1.1.5 c) /RD.  

5.1.4 Backfeed protection 

A UPS shall prevent hazardous voltage or hazardous energy from being present on the 
UPS input a.c. terminals  after  interruption of the input a.c. power.  

No shock hazard shall exist at a.c. input terminals when measured 1 s after de-energization of 
a.c. input for pluggable UPS, or 15 s for permanently connected UPS.  

For permanently connected UPS, the requirement may be implemented with the use of an a.c. 
input line isolation device external to the UPS, in which case:  

– the requirement applies to the input terminals of the isolation device, 

– the UPS supplier shall provide or specify a suitable isolating device, 

– additional labeling applies (4.7.3). 
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Compliance is checked by inspection of the equipment and relevant circuit diagram, and by 
simulating fault conditions in accordance with Annex I of this standard.  

When an air gap is employed for backfeed protection, the provision of 2.10.3.3/RD for 
creepage and clearance distances applies in addition to the following. 

a) Subject to confirmation from the manufacturer, the UPS output, in stored energy mode, 
may be considered a transient free secondary circuit of overvoltage category I (for this 
purpose identify the overvoltage category I value in Table 2J/RD by using the appropriate 
UPS r.m.s. output voltage). 

b) The creepage and clearance distances shall meet the basic insulation requirements for 
pollution degree 2 (see Tables 2M/RD and  2N/RD). 

NOTE Reinforced or equivalent insulation may apply if any output conductor including the neutral does not meet 
basic insulation to earth while the UPS operates in stored energy mode. In all other cases, basic insulation is 
acceptable.  

Compliance is checked by inspection. 

5.1.5 Emergency switching (disconnect) device 

A UPS shall be provided with an integral single emergency switching device (or terminals for 
the connection of the remote emergency switching device), which prevents further supply to the 
load by the UPS in any mode of operation. If reliance is placed on additional disconnection of 
supplies in the building wiring installation, the installation instructions shall so state. The 
requirement is not mandatory for pluggable UPS if permitted by national wiring rules.  

NOTE In some countries, an emergency switching device is called EPO (“emergency power off”). 

Compliance is checked by inspection and analysis of relevant circuit diagrams. 

5.2 Requirements for auxiliary circuits 

5.2.1 Safety extra low voltage circuits – SELV 

The provisions of 2.2/RD apply for any SELV circuits provided by the UPS. 

5.2.2 Telephone network voltage circuits – TNV 

The provisions of 2.3/RD apply for any incoming TNV circuits supported by the UPS. 

NOTE Most UPS would not provide TNV circuits themselves, but due consideration should apply to any incoming 
TNV circuit that may be supported by the UPS, e.g. connection to the PSTN. 

5.2.3 Limited current circuits 

The provisions of 2.4/RD apply for any limited current circuits provided by the UPS. 

5.2.4 External signalling circuits 

The provisions of 3.5/RD applies. 

5.2.5 Limited power source 

The provisions of 2.5/RD apply. 

5.3 Protective earthing and bonding 

5.3.1 General 

The provisions of 2.6/RD apply together with the following. 
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5.3.2 Protective earthing 

Accessible conductive parts of Class I equipment, which might assume a hazardous voltage 
in the event of a single insulation fault, shall be reliably connected to a protective earthing 
terminal within the equipment. 

NOTE In service access areas, conductive parts such as motor frames, electronic chassis, etc., which might 
assume a hazardous voltage in the event of a single insulation fault, either should be connected to the protective 
earthing terminal or, if this is impossible or impracticable, a suitable warning label should indicate to a service 
person that such parts are not earthed and should be checked for hazardous voltages before being touched. 

This requirement does not apply to accessible conductive parts that are separated from parts 
at hazardous voltage by 

– earthed metal parts, or  

– solid insulation or an air gap, or a combination of the two, meeting the requirements for 
double insulation or reinforced insulation. In this case, the parts involved shall be so 
fixed and so rigid that the minimum distances are maintained during the application of 
force as required by the relevant tests of 2.10/RD and 4.2/RD. 

Compliance is checked by inspection and by the applicable requirements of 2.6.1/RD 
and 5.2/RD. 

5.3.3 Protective bonding 

The UPS output a.c. circuit shall be referenced to the protective earth of the equipment as 
required by the AC power distribution system in which the UPS is intended to operate.  

The bonding of the protective earth and neutral conductors applies to all modes of operation 
of the unit. The physical bonding point may be external to the UPS.  

The output a.c. circuit of a pluggable type A or pluggable type B UPS that is not a 
separately derived source during the normal mode of operation is not required to be bonded 
in the stored energy mode of operation. Refer to Annex V/RD for grounding supplied from 
separately derived a.c. sources. 

NOTE Annex V/RD classifies a.c. power distribution systems as TNS, TNC, TT or IT depending on:  

– the bonding condition between the protective earth and the neutral conductor (or, where no neutral conductor 
applies, a phase conductor), 

– the separation, if any, between the neutral conductor and the earth, 

– the earthing of the equipment structure. 

For Class I pluggable equipment type A, the UPS shall provide sufficient terminals, earthed 
socket-outlets or other means to permit, in the final installed system configuration, 
equipotential protective bonding to the UPS from other Class I equipments, including 
external UPS battery cabinets, irrespective of whether the UPS primary protective conductor 
is disconnected from its source. Any special bonding instructions shall be stated in the user’s 
instructions. 

Compliance is checked by inspection and earth resistance tests between respective 
connection points. 
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5.4 AC and d.c. power isolation 

5.4.1 General 

The provisions of 3.4/RD apply together with the following. 

5.4.2 Disconnect devices 

Means shall be provided to disconnect the UPS from the a.c. and d.c. supplies for service and 
testing by qualified personnel.  

NOTE 1 Unless required for functional use, the means of isolation may be located either in the service access 
area or external to the equipment. 

NOTE 2 Disconnect devices for service and test purposes are generally designed for operation under no-load 
provided that the critical load can be transferred as required by other means, e.g. by using a static transfer switch. 

Means of isolation and disconnect devices for internal and external d.c. supplies, e.g. a 
battery bank, shall open all ungrounded conductors connected to the d.c. supply. 

If operation of a disconnect device causes the reference from the UPS output voltage to the 
protective earth to differ from requirements of 5.3.3, then operation of that device shall be 
alarmed. Alternatively, an appropriate warning label shall be located adjacent to that 
disconnect device or to its command. 

NOTE 3  Such situation may arise upon opening of a 4-pole input isolator that provides neutral reference to the 
UPS. 

If the operating means of the disconnection device is operated vertically rather than rota-
tionally or horizontally, the "UP" position of the operating means shall be the "ON" position. 

Where a permanently connected UPS receives power from more than one external source, 
there shall be a prominent marking at each disconnect device giving adequate instructions for 
the removal of all power from the unit. 

5.5 Overcurrent and earth fault protection 

5.5.1 General 

The provisions of 2.7.3/RD, 2.7.4/RD, 2.7.5/RD, 2.7.6/RD apply together with the following. 

5.5.2 Basic requirements 

Protection against excess currents, short circuits and earth faults in input and output circuits 
shall be provided, either as an integral part of the equipment or as part of the building 
installation. 

NOTE 1 Earth-faults in this context are not to be understood as residual or leakage currents which are covered by 
4.7.12 and 4.7.13.   

Protective devices in the building installations shall provide short-circuit and earth-fault 
protection for UPS components in series with the mains input. Such components include the 
supply cord, appliance coupler, RFI filter, bypass and isolation switches. Otherwise, 
protective devices necessary to comply with the requirements for abnormal operating and 
fault conditions detailed in 8.3 shall be included as an integral part of the equipment. 

Where reliance is placed on protection in the building installation, the installation instructions 
shall comply with the requirements for protection in building installation (see 4.7.12). For 
pluggable equipment type A, the building's installation shall be regarded as providing 
protection in accordance with the rating of the socket and 4.7.12 does not apply. 
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The manufacturer shall specify the r.m.s. value of the available fault current under the most 
unfavourable conditions to allow the correct dimensioning and protection of the neutral and 
phase conductors for permanently connected output circuits. The fault current need not be 
provided if the manufacturer provides output circuit protection or for pluggable equipment 
type A outputs. 

When the inverter output current is controlled solely by a current limiting circuit, the available 
short-circuit current or overload current shall not produce a hazard within the meaning of this 
standard. 

The protection from short circuits shall operate within 5 s. 

NOTE 2 The purpose of the above requirement is to reduce the risk of electric shock or fire hazard during the 
period of an output short-circuit. Providing an automatic circuit-breaker at the output, rated the same as the output 
circuit, or current limiting, at the same rating, is considered sufficient to meet this requirement. 

Compliance is checked by inspection and functional test. 

5.5.3 Battery circuit protection 

5.5.3.1 Overcurrent and earth fault protection 

A battery supply circuit shall be provided with overcurrent and earth fault protection and shall 
comply with the requirements described in 5.5.3.2 and 5.5.3.3. 

NOTE Earth-fault in this context is not to be understood as residual or leakage current which are covered by 
4.7.12 and 4.7.13. 

5.5.3.2 Location of protective devices 

Where the batteries are installed inside the UPS, the battery supply circuit shall be provided 
with a protective device. 

NOTE Where the batteries are installed outside the UPS, the overcurrent-protective device should be located in 
close proximity to the battery in accordance with local installation regulations. 

Compliance is checked by inspection. 

5.5.3.3 Rating of protective devices 

The rating of the overcurrent protective device located internally shall be such as to protect 
against conditions described in 5.3.1/RD. 

For a UPS to be used with a separate battery supply, the rating of the overcurrent-protective 
device shall be indicated in the instruction manual and shall take into account the current 
rating of the conductors to be connected between the UPS and battery supply, as determined 
from the requirements given in 6.2.  

NOTE Where the battery bank terminals are not directly grounded, the device should protect both terminals. 

Compliance is checked by inspection. 

5.6 Protection of personnel – Safety interlocks 

5.6.1 Operator protection 

To areas where operators have access, the provisions and compliance requirements of 
2.8/RD safety interlocks apply. 
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5.6.2 Service person protection 

5.6.2.1 Introduction 

In addition to the requirements of 2.8/RD, the following subclauses apply to service persons 
who find it necessary to reach over, under, across and around an uninsulated electrical part 
or moving part to make adjustments or measurements while the UPS is energized. 

5.6.2.2 Covers 

Parts at hazardous voltage or energy level shall be so arranged and covers so located as to 
reduce the risk of electric shock or high current levels while covers are being removed and 
replaced. 

5.6.2.3 Location and guarding of parts 

Parts at hazardous voltage or energy level and moving parts that involve a risk of injury to 
persons shall be located, guarded or enclosed so as to reduce the likelihood of unintentional 
contact by a service person adjusting or resetting controls, or the like, or performing 
mechanical functions that may be performed with the UPS energized, such as lubricating a 
motor, adjusting the setting of a control with or without marked dial settings, resetting a trip 
mechanism or operating a manual switch. 

5.6.2.4 Parts on doors 

Parts at hazardous voltage or energy level located on the rear side of a door shall be 
guarded or insulated to reduce the likelihood of unintentional contact of the live parts by a 
service person. 

Compliance with 5.6.1 to 5.6.2.4 is checked by inspection, measurement and use of the test 
finger (Figure 2A/RD). 

5.6.2.5 Component access 

A component that requires inspection, resetting, adjustment, servicing or maintenance while 
energized shall be so located and mounted with respect to other components and with respect 
to grounded metal parts that it is accessible for electrical service functions without subjecting 
the service person to the risk of electric shock, hazardous energy level, high current or 
injury to person by adjacent moving parts. Access to a component shall not be impeded by 
other components or wiring. 

For an adjustment that is to be made with a screwdriver or similar tool when the UPS is 
energized, the requirement in 2.8.3/RD necessitates that protection be provided so that 
inadvertent contact with adjacent uninsulated hazardous live parts involving a risk of electric 
shock or hazardous energy level is unlikely, taking into consideration that misalignment of 
the tool with the adjustment can result when an adjustment is attempted.  

This protection shall be provided by 

– location of the adjustment means away from uninsulated hazardous live parts, or 

– a guard to reduce the likelihood of the tool from contacting uninsulated live parts. 

Compliance is checked by inspection and, where necessary, by fault simulation. 

5.6.2.6 Moving parts 

Moving parts that can cause injury to persons during service operations shall be located or 
protected so that unintentional contact with the moving parts is not likely. 
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5.6.2.7 Capacitor banks 

Capacitor banks shall be fitted with a means of discharge for protection of service persons. 
A warning label shall be added if discharge time exceeds 1,0 s, stating the time taken to 
reduce the hazard to a safe level (not greater than 5 min) (see 1.2.8.5/RD and 1.2.8.8/RD). 

5.6.2.8 Internal batteries 

Internal batteries shall be so arranged as to minimize risk of electric shock from inadvertent 
contact with terminals and the interconnection method shall be such as to minimize risk of 
short-circuiting and electric shock during servicing and replacement. 

The user’s or service manual, as applicable, shall include the following instructions or similar 
warning: 

"CAUTION: A battery can present a risk of electrical shock and high short circuit current. The 
following precautions should be observed when working on batteries. 

a) Remove watches, rings or other metal objects. 

b) Use tools with insulated handles. 

c) Wear rubber gloves and boots. 

d) Do not lay tools or metal parts on top of batteries. 

e) Disconnect the charging source prior to connecting or disconnecting battery terminals. 

f) Determine if battery is inadvertently grounded. If inadvertently grounded, remove source 
from ground. Contact with any part of a grounded battery can result in electrical shock. 
The likelihood of such shock can be reduced if such grounds are removed during 
installation and maintenance (applicable to equipment and remote battery supplies not 
having a grounded supply circuit)." 

Compliance with  5.6.2.6 to 5.6.2.8 is checked by inspection. 

5.7 Clearances, creepage distances and distances through insulation 

The provisions of 2.10/RD apply. 

6 Wiring, connections and supply 

6.1 General 

6.1.1 Introduction 

The provisions and compliance requirements of 3.1/RD apply together with the following. 

Supply leads to apparatus and measuring instruments in covers or doors shall be so installed 
that no mechanical damage can occur to conductors as a result of movement of these covers 
or doors. 

Neutral conductors in three-phase UPS shall be rated to take account of harmonic currents 
summating in this conductor as a result of single-phase loads. 

Generally, only one conductor shall be connected to a terminal, the connection of two or more 
conductors being allowed only in those cases where terminals are designed for this purpose. 

MS IEC 62040-1:2012

© STANDARDS MALAYSIA 2012 - All rights reserved



 – 28 –  

6.1.2 Dimensions and ratings of busbars and insulated conductors 

The choice of cross-sections of conductors inside the UPS is the responsibility of the 
manufacturer. In addition to the current which must be carried, the choice is governed by the 
mechanical stresses to which the UPS is subjected, by the way the conductors are laid, by 
type of insulation and, if applicable, by the kind of elements connected (for example, 
electronics). 

Compliance is checked by inspection and test. 

6.2 Connection to power 

6.2.1 General provisions for connection to power 

The provisions of 3.2.2/RD, 3.2.3/RD, 3.2.4/RD, 3.2.5/RD, 3.2.6/RD, 3.2.7/RD, 3.2.8/RD apply 
together with the following. 

6.2.2 Means of connection 

For safe and reliable connection to the primary power supply, UPSs are classified and 
connected as follows (see 1.2.5.2/RD): 

– UPS for permanent connection: terminals for permanent connection to the supply; 

– pluggable UPS type B: non-detachable power supply cord or a type B appliance 
coupler meeting the requirements of 3.2.5/RD; 

– pluggable UPS type A: an appliance inlet for connection of a detachable power supply 
cord or a non-detachable power supply cord meeting the requirements of 3.2.5/RD. 

Where equipment is provided with more than one supply connection (for example, with 
different voltages/frequencies or as a redundant power), the design shall be such that all of 
the following conditions are met: 

– separate means of connection are provided for different circuits; 

– supply plug connections, if any, are not interchangeable if a hazard could result from 
incorrect attachment; 

– the operator is prevented from touching bare parts at ELV or hazardous voltages, such 
as plug contacts, when one or more connectors have been disconnected. 

Compliance is checked by inspection. 

6.3 Wiring terminals for external power conductors 

The provisions of 3.3/RD apply, together with the following. 

Provisions shall be made for the securement of external power cable glands and accessories, 
for example, metal/wire sheaths to prevent movement of the cable in its installed condition. 

The manufacturer shall indicate if the terminals are suitable for connection of copper or 
aluminium conductors or both. The terminals shall be such that the external conductors may 
be connected by a means (screws, connectors, etc.) which ensures that the necessary 
contact pressure corresponding to the current rating and the short-circuit strength of the 
apparatus and the circuit is maintained. 

In the absence of a special agreement between manufacturer and user, terminals shall be 
capable of accommodating conductors and cables of copper from the smallest to the largest 
cross-sectional areas corresponding to the appropriate rated current (see Annex N).  

Compliance is checked by inspection, by measurement and by fitting at least the smallest and 
largest cross-sectional areas of the appropriate range in Annex N. 
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7 Physical requirements 

7.1 Enclosure 

The frame or chassis of a unit shall not be used to carry current during intended operation. 

NOTE The frames or chassis connected to earth ground can carry leakage currents or current during an electric 
malfunction. 

A part, such as a dial or nameplate that serves as a functional part of the enclosure shall 
comply with the enclosure requirements. 

Individual modules of a modular unit may be of open construction – either no enclosure or 
partial enclosure is supplied – provided that when the modules are assembled in the field as 
intended, the unit enclosure complies with the requirements in 2.1/RD. For identification of 
the modules, see 1.7.2/RD and for electrical connections, see 6.2.1 and 1.7.7/RD.   

The enclosure shall protect the various parts of the unit. The parts of an enclosure that are 
required to be in place to comply with the requirements for risk of fire, electric shock, injury to 
persons and hazardous energy level shall comply with the applicable enclosure 
requirements specified in this standard. 

Compliance is checked by inspection. 

7.2 Stability 

The provisions of 4.1/RD apply together with the following. 

Under conditions of normal use, units and equipment shall not become physically unstable to 
the degree that they may become a hazard to operators and service persons. 

If a reliable stabilizing means is used to improve stability when drawers, doors, etc., are 
opened, it shall be automatic in operation when associated with operator use. Where it is not 
automatic, suitable and conspicuous markings shall be provided to caution service persons. 

Compliance is checked by the following tests, where relevant. Each test is carried out 
separately. During the tests, containers shall contain the amount of substance within their 
rated capacity producing the most disadvantageous condition. Castors, if used in the normal 
operation of the unit, shall be in their most unfavourable position. 

A unit shall not tip over, with or without batteries installed, in whatever represents the most 
severe conditions outlined in the RD. 

7.3 Mechanical strength  

The provisions of 4.2/RD apply. 

7.4 Construction details 

7.4.1 Introduction 

The provisions of 4.3.1/RD, 4.3.2/RD, 4.3.3/RD, 4.3.4/RD, 4.3.5/RD, 4.3.7/RD, 4.3.11/RD, 
4.4/RD and 4.5/RD apply together with the following. 

The minimum protection degree IP20 shall be provided for enclosures when installed in 
accordance with manufacturer's instructions unless a greater level of protection is stated by 
the manufacturer. 
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Compliance is checked by inspection and with the test finger, except where a greater level of 
protection is declared and the test finger replaced by the appropriate test method in 
IEC 60529. 

7.4.2 Openings 

Openings vertically above bare parts at hazardous voltages in the top of a fire enclosure or 
an electrical enclosure shall not exceed 5 mm in any dimension unless the construction 
prevents vertical access to such parts, for example, by means of a trap or similar restriction 
(see Figure 4B/RD). This requirement does not apply to equipment having openings in the top 
of an enclosure with a height exceeding 1,8 m. 

Compliance is checked by inspection. 

7.4.3 Gas concentration 

Equipment that, in normal use, contains batteries shall incorporate adequate safeguards 
against the risk of explosive gas concentration and internal or external spillage (see also 7.6 
and Annex M). 

Compliance is checked by inspection. 

7.4.4 Equipment movement 

Equipment provided with castors to temporarily enable easy movement to installed position 
and intended to have rigid fixed wiring shall have an additional method to ensure the 
equipment does not move when installed. For a unit having mass of 25 kg or more, a force 
equal to 20 % of the weight of the unit but not more than 250 N is applied to verify that the 
unit does not move. 

Compliance is checked by inspection and test. 

7.5 Resistance to fire 

The provisions of 4.7/RD apply with the following. 

UPS intended to be used in operator access areas (see 5.1.1) shall meet the minimum 
requirements of 4.7.2/RD.  

Batteries shall have a flammability class HB or better (see 1.2.12/RD). 

7.6 Battery location 

7.6.1 Battery location and installation 

Batteries for use with UPS shall be installed taking into account the requirements prescribed 
in 7.6.2 through 7.6.8. 

Batteries shall be installed in: 

– separate battery rooms or buildings; 

– separate cabinets or compartments, indoor or outdoor; 

– battery bays or compartments within the UPS. 

Exception: Valve-regulated and other sealed-cell battery types do not require a separate 
location or compartment. 
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7.6.2 Accessibility and maintainability 

When deemed necessary, battery poles and battery connectors shall be accessible so that 
their fixings can be tightened with the correct tools. Batteries with liquid electrolyte must be 
so located that the battery cell caps are accessible for electrolyte tests and readjusting of 
electrolyte levels. 

Compliance is checked by inspection and application of the tools and measuring equipment 
supplied or recommended by the battery manufacturer's conditions. 

7.6.3 Distance 

Battery cells shall be mounted with a distance to each other for the purpose of complying with 
ventilation, battery temperature and insulation requirements. 

The batterie shall be so located and mounted that the terminals of cells will be prevented from 
coming into undesirable contact with terminals of adjacent cells, or with metal parts of the 
battery compartment, as the result of shifting of the battery. 

NOTE This distance between battery blocks or cells may be zero, when applicable. 

Compliance is checked by inspection and by analysis of the battery manufacturer data-sheet. 

7.6.4 Case insulation 

Cells in conductive casings shall have adequate insulation between each other and to 
cabinets or compartments. Such insulation shall meet the requirements of 5.2/RD. 

Compliance is checked by test. 

7.6.5 Wiring 

Contacts, connections and wiring shall be protected against effects of ambient temperature, 
moisture, gas, vapor and mechanical stress according to Clause 6. 

Compliance is checked by inspection and test. 

7.6.6 Electrolyte spillage 

To prevent electrolyte spillage from the battery, adequate protection such as an electrolyte-
resistive coating on the battery trays and cabinets shall be provided. 

NOTE This requirement does not apply to VRLA type batteries. 

Compliance is checked by inspection. 

7.6.7 Ventilation 

Proper ventilation shall be provided so that any potential explosive mixtures of hydrogen and 
oxygen are dispersed safely below hazardous levels. 

For battery compartments (separate or combined), the determination method of the necessary 
airflow to ensure adequate dissolution levels is given in Annex M. 

In combined apparatus of battery and electrical components, attention shall be given to 
prevent ignition of local concentrations of hydrogen and oxygen by adjacent operational 
arcing parts, such as contactors and switches close to battery vents/valves. 
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This shall be achieved by the use of fully enclosed components or separation of battery 
compartments or adequate ventilation dependent upon the technical construction of the UPS 
and battery. 

The sufficiency of the distance between battery vents/valves and any open arcing component 
shall be demonstrated by the manufacturer with technical data for the construction of the 
equipment under test (see Clause M.2 for guidance). 

For battery rooms, proper information on the required flow of air shall be provided in the 
installation instructions where the battery installation is supplied with the UPS. 

Compliance is checked by inspection, calculation or measurement.  

7.6.8 Charging voltages 

Batteries shall be protected against excessive voltages, including under a single fault 
condition, for example due to a charger failure, by switching off the charger or interrupting the 
charging current. The charging voltage limits shall be as declared by the manufacturer. 

Compliance is checked by circuit evaluation and test. 

7.7 Temperature rise 

The provisions of 4.5/RD apply with the following. 

NOTE 1 Table 1 is a partial extract from Table 4B/RD and values are applicable for rise of resistance or 
embedded thermocouple methods.  

NOTE 2 Table 2 provides additional temperature limits for infrequent and occasional occurrences.  

Table 1 – Temperature limits 

Insulation class 

Maximum  
temperature 

°C 

Insulation, including winding insulation, of 

– Class A material 105 

– Class E material 120 

– Class B material 130 

– Class F material 155 

– Class H material 180 

– Class C material 200 

– Class N material 220 

– Class P material 250 

 

100 

115 

120 

140 

165 

180 

200 

225 
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Table 2 – Permitted temperature limits for magnetic windings  
at the end of stored energy mode of operation 

Insulation class 

°C 

Temperature by average 
resistance method 

°C 

Temperature by  
thermocouple method 

°C  

105 127 117 

120 142 132 

130 152 142 

155 171 161 

180 195 185 

200 209 199 

220 216 206 

250 234 224 

 

8 Electrical requirements and simulated abnormal conditions 

8.1 General provisions for earth leakage 

The provisions of 5.1.1/RD apply together with the following. 

Where the circuit configuration is such that in any mode of operation the UPS protective earth 
conductor will carry the sum of the UPS and connected load earth leakage currents, the UPS 
shall meet the following requirements. 

Systems of interconnected equipment with individual connections to the a.c. mains supply 
shall have each piece of equipment tested separately. Systems of interconnected equipment 
with one common connection to the a.c. mains supply shall be treated as a single piece of 
equipment. See also 1.4.10/RD regarding the inclusion of optional features. 

NOTE Systems of interconnected equipment are specified in more detail in IEC 60990, Annex A. 

Equipment which is designed for connection to multiple mains supplies, only one of which is 
required at a time (for example, for backup) shall be tested with only one mains supply 
connected. Equipment requiring power simultaneously from two or more mains supplies shall 
be tested with all mains supplies connected. 

Where the earth leakage current exceeds 3,5 mA, the requirements of 5.1.7/RD shall apply.  

See 6.2.2 for means of connection to the primary power supply. 

Compliance is checked by inspection and by the relevant tests performed at most 
unfavourable input voltage. 

8.2 Electric strength 

The provisions of 5.2/RD apply. 

8.3 Abnormal operating and fault conditions 

8.3.1 General 

The provisions of 5.3.1/RD, 5.3.2/RD, 5.3.3/RD, 5.3.4/RD, 5.3.5/RD, 5.3.9/RD apply together 
with the following. 
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8.3.2 Simulation of faults 

For components and circuits other than those covered by 5.3.2/RD, 5.3.3/RD and 5.3.5/RD, 
compliance is checked by simulating the following conditions: 

– faults in any components in primary circuits; 

– faults in any components where failure could adversely affect supplementary insulation 
or reinforced insulation; 

– additionally, for equipment that does not comply with the requirements of 4.7.1/RD and 
4.7.2/RD, faults in all components; 

– faults arising from connection of the most unfavourable load impedance to terminals and 
connectors that deliver power or signal outputs from the equipment, other than main power 
outlets. 

 A UPS having forced ventilation shall be operated in the normal mode with the rotor of a 
blower motor or fan locked. For a UPS having more than one blower motor or fan, the test 
shall be conducted with the rotor of each blower motor or fan locked, one at a time. A UPS 
having filters over ventilation openings shall be operated with the openings blocked to 
represent clogged filters. The test shall be conducted initially with the ventilation openings 
blocked approximately 50 %, and then repeated under a fully blocked condition. 

 Exception 1: A single blower or fan with a filter need not be tested under the fully blocked 
condition. 

 Exception 2: All blower or fan motors in a unit having more than one blower or fan motor 
may be locked simultaneously. 

Where there are multiple outlets having the same internal circuitry, the test needs to be made 
only to one sample outlet. 

For components in primary circuits associated with the mains input and output, such as 
the supply cord, appliance couplers, RFI filtering components, bypass, switches and their inter-
connecting wiring, no fault is simulated, provided that the component complies with 5.3.4 a)/RD. 

The equipment, circuit diagrams and component specifications shall be examined to 
determine those fault conditions that might reasonably be expected to occur. 

NOTE Examples are short circuits and open circuits of transistors, diodes and capacitors (particularly the 
electrolytic capacitors), faults causing continuous dissipation in resistors designed for intermittent dissipation, and 
internal faults in integrated circuits causing excessive dissipation. 

The tests are applied one at a time with the equipment operating at rated voltage or at the 
upper limit of the rated voltage range. 

It is permitted to test circuits within the equipment, or to test simulated circuits, separate 
components or sub-assemblies outside the equipment. 

In addition to the compliance criteria given in 5.3.3/RD, temperatures in the transformer 
supplying the component under test shall not exceed those specified in Annex C/RD and 
account shall be taken of the exception detailed in such annex. 

8.3.3 Conditions for tests 

Equipment shall be tested by applying any condition that may be expected in normal use and 
foreseeable misuse, with the UPS operating at rated voltage or at the upper limit of the rated 
voltage range. 
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NOTE Examples of normal use or foreseeable misuse conditions are: 

– any operation of accessible operating devices, such as knobs, levers, keys and bars, that is not in accordance 
with the manufacturer's instructions; 

– covering of groups of ventilating openings that are likely to be covered simultaneously, for example, groups of 
openings situated on one side or on the top of the equipment; such groups to be covered in turn; 

– operation under any output overload conditions, including a short circuit. 

In addition, equipment that is provided with a protective covering shall be tested with the 
covering in place. 

9 Connection to telecommunication networks 

The provisions of Clause 6/RD and 3.5/RD apply together with the following: 2.1.3/RD, 
2.3.1/RD, 2.3.2/RD, 2.3.3/RD, 2.3.4/RD, 2.3.5/RD, 2.6.5.8/RD, 2.10.3.3/RD, 2.10.3.4/RD, 
2.10.4/RD, Annex M/RD. 

NOTE Clause 6/RD refers the user to take into account the provisions of 5.1.8/RD. 
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Annex A  
(normative) 

 
Tests for resistance to heat and fire 

 

Annex A/RD applies. 
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Annex B  
(normative) 

 
Motor tests under abnormal conditions 

 

Annex B/RD applies. 
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Annex C  
(normative) 

 
Transformers 

Annex C/RD applies. 
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Annex D  
(normative) 

 
Measuring instruments for touch current tests 

 

Annex D/RD applies. 
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Annex E  
(normative) 

 
Temperature rise of a winding 

 

Annex E/RD applies. 
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Annex F  
(normative) 

 
Measurements of clearances and creepage distances 

 

Annex F/RD applies. 
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Annex G  
(normative) 

 
Alternative method for determining minimum clearances 

 

Annex G/RD applies. 
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Annex H  
(informative) 

 
Guidance on protection against ingress of water and foreign objects 

 

When intended application is such that the ingress of water or foreign objects is possible, an 
appropriate degree of protection shall be selected from IEC 60529, an extract from which is 
included in this annex. 

NOTE For North America, and possibly some other regions, where non-IEC enclosure ratings are commonly used, 
refer to Table A-1 in NEMA 250-2003, Enclosures for Electrical Equipment (1 000 Volts maximum), to convert 
NEMA type ratings to IEC 60259 enclosure classification designations (IP).  

It shall not be possible to remove, without the aid of a tool, parts that ensure the required 
degree of protection against ingress of water and foreign objects. 

The information in Tables H.1 and H.2 is extracted from IEC 60529. For test conditions and 
compliance, see IEC 60529. 

Table H.1 – Degrees of protection against foreign objects indicated  
by the first characteristic numeral 

Degree of protection First  
characteristic 

numeral Brief description Definition 

0 Non-protected – 

1 Protected against solid foreign objects of 
50 mm Ø and greater 

The object probe, sphere of 50 mm Ø, shall not 
fully penetrate 

a
 

2 Protected against solid foreign objects of 
12,5 mm Ø and greater 

The object probe, sphere of 12,5 mm Ø, shall 
not fully penetrate

 a
 

3 Protected against solid foreign objects of 
2,5 mm Ø and greater 

The object probe, sphere of 2,5 mm Ø, shall not 
penetrate at all

 a
 

4 Protected against solid foreign objects of 
1,0 mm Ø and greater 

The object probe, sphere of 1,0 mm Ø, shall not 
penetrate at all 

a
 

5 Dust protected Ingress of dust is not totally prevented, but dust 
shall not penetrate in a quantity to interfere with 
satisfactory operation of the apparatus or to 
impair safety 

6 Dust tight No ingress of dust 

 a
  The full diameter of the object probe shall not pass through an opening of the enclosure. 
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Table H.2 – Degrees of protection against water indicated by  
the second characteristic numeral 

Degree of protection Second 
characteristic

numeral Brief description Definition 

0 Non-protected – 

1 Protected against vertically falling water 
drops 

Vertically falling drops shall have no harmful 
effects 

2 Protected against vertically falling water 
drops when enclosure is tilted up to 15° 

Vertically falling drops shall have no harmful 
effects when the enclosure is tilted at any 
angle up to 15° on either side of the vertical 

3 Protected against spraying water Water sprayed at an angle up to 60° on either 
side of the vertical shall have no harmful 
effects 

4 Protected against splashing water Water splashed against the enclosure from 
any direction shall have no harmful effects 

5 Protected against water jets Water projected in jets against the enclosure 
from any direction shall have no harmful 
effects 

6 Protected against powerful water jets Water projected in powerful jets against the 
enclosure from any direction shall have no 
harmful effects 

7 Protected against the effects of temporary 
immersion in water 

Ingress of water in quantities causing harmful 
effects shall not be possible when the 
enclosure is temporarily immersed in water 
under standardized conditions of pressure and 
time 

8 Protected against the effects of continuous 
immersion in water 

Ingress of water in quantities causing harmful 
effects shall not be possible when the 
enclosure is continuously immersed in water 
under conditions which shall be agreed 
between manufacturer and user, but which 
are more severe than for numeral 7 
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Annex I  
(normative) 

 
Backfeed protection test 

 

I.1 General 

A UPS shall not allow excessive touch currents to be available between any pairs of input 
supply terminals of the UPS during its stored energy mode of operation. Where the 
measured open-circuit voltage does not exceed 30 V r.m.s. (42,4 V peak, 60 V d.c.), the touch 
current measurement need not be taken. 

Compliance is checked by tests as described in Clause I.2, I.3 and I.5, if applicable. The 
single-fault condition shall be determined by applying 5.3.7/RD. 

I.2 Test for pluggable UPS 

The UPS shall initially operate in normal mode. The a.c. input terminals or plug(s) shall then 
be disconnected. This shall cause the UPS to operate in stored energy mode. When tested 
under no-load, full-load and under load-induced change of reference potential conditions as 
described in Clause I.4, the following complying performance shall be verified.   

a) The current shall not exceed 3,5 mA when measured between any two user-accessible 
input terminals or parts, using the measurement instruments shown in Annex D/RD. 

b) The protection shall operate within 1 s for pluggable Type A and within 5 s for pluggable 
Type B UPS of the disconnection of the input terminals. 

A single-fault condition shall then be applied. The test above shall be repeated and the 
compliance shall again be verified. 

I.3 Test for permanently connected UPS  

The UPS shall initially operate in normal mode. The a.c. input terminals, except for the 
protective earth conductor, shall then be disconnected from the a.c. supply. This shall cause 
the UPS to operate in stored energy mode. When tested under no-load and full-load 
conditions, the following complying performance shall be verified. 

a) The current shall not exceed 3,5 mA when measured between any two input terminals, 
using the measurement instruments shown in Annex D/RD. 

b) The protection shall operate within 15 s of the disconnection of the input terminals. 

A single-fault condition shall then be applied. The test above shall be repeated and the 
compliance shall again be verified. 

Where a backfeed protection isolation device is provided externally, compliance shall be 
determined by relevant circuit diagram inspection and by demonstrating that the means 
required to operate the external backfeed isolating device is within the UPS manufacturer’s 
specifications for such circuit to operate. 

MS IEC 62040-1:2012

© STANDARDS MALAYSIA 2012 - All rights reserved



 – 46 –  

I.4 Load-induced change of reference potential  

Change of reference potential can be caused by summation of otherwise complying load-
induced earth currents and may arise when a UPS operate in stored-energy mode. This 
condition is simulated by applying the test circuits of Figures I.1 or I.2. Figure I.2 applies for 
3-phase systems and simulates also the effect of asymmetrical single-phase loads. 

NOTE 1 Some countries require the input neutral to be opened together with the phases either in the building 
installation or in the transmission system. In this case, the UPS voltage potential of neutral input is of concern 
unless it is clearly stated in the installation guide that the UPS is for use with symmetrical 3-phase loads only. 

NOTE 2 Clause I.4 applies to pluggable UPS (refer Clause I.2). The intention is to verify that, when the a.c. input 
terminals or plug(s) are disconnected, no hazardous condition arises as a result of current or voltage leakage 
through capacitance that may be present in the load circuit (snubber capacitors etc.). 

NOTE 3 C simulates the capacitance of concern. The value of C is fixed as shown in Figures I.1 and I.2. 

 

EUT

o

o

o

N

PE

L1

L2

•

•

•

R

C C

�

C = 22 nF

 

Key 

EUT  equipment under test 

Figure I.1 – Test circuit for load-induced change of reference potential –  
single-phase output 
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Figure I.2 – Test circuit for load-induced change of reference potential –  
three-phase output 
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The value of resistive load R shall be equal to that specified as the maximum load at unity 
power factor by the manufacturer. 

I.5 Solid-state backfeed protection 

In addition to Clause I.2 and I.3 requirements, when backfeed protection relies on solid-state 
power isolation device(s), and if the isolation devices are not redundant, the components 
necessary to ensure backfeed protection shall withstand the effects of transient 
overvoltages, voltage variations, electromagnetic susceptibility, and electrostatic discharge as 
outlined in 7.1 through 7.5 of IEC 62040-2. For environmental testing, see 7.1 and 7.2 of  
IEC 62040-3. 
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Annex J  
(informative) 

 
Table of electrochemical potentials 

 

Annex J/RD applies. 
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Annex K  
(normative) 

 
Thermal controls 

 

Annex K/RD applies. 
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Annex L  
(normative) 

 
Reference loads 

 

L.1 General 

The UPS shall be loaded according to the manufacturer's specifications given in the 
instruction manual. If the specifications are missing, the following reference load conditions 
shall be used. 

A UPS shall be loaded with linear and non-linear loads (see 3.3) as described in this annex. 

The most common types of linear loads are: 

– resistive; 

– inductive-resistive; 

– capacitive-resistive. 

A non-linear load could be: 

– rectified capacitive load; 

– thyristor or transductor controlled load (phase control). 

In the low power range < 3 kVA, the rectifier in bridge connection with capacitive load is the 
most common. The load is characterized by the following symbols: 

S  is the output apparent power in VA; 

P  is the output active power in W; 

λ  is the power factor = P/S; 

U  is the output voltage in V; 

f  is the frequency in Hz. 

L.2 Reference resistive load 

For resistive loads, the UPS is loaded with a resistor up to nominal power. 

 

 

U R 

IEC   2002/02 
 

P

U
R

2

=  
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L.3 Reference inductive-resistive load 

For inductive-resistive loads, an inductance is connected in series or in parallel with a 
resistor. The resistor (R) and inductance (L) are given by the following formulae: 

a) Series connection 

λ
S

U
R

2

=  (Ω) 

 

U R 

L 

IEC   2003/02 

 

 

Sf

U
L

π

−
=

2

1 22 λ
 (H) 

 

b) Parallel connection 

λS

U
R

2

=  (Ω) 

 

U L R 

IEC   2004/02  2

2

12 λ−π

=

Sf

U
L  (H) 

 

L.4 Reference capacitive-resistive loads 

For capacitive-resistive loads, a capacitance and a resistor are connected either in series or 
in parallel. The resistor (R) and capacitance (C) are given by the following formulae: 

a) Series connection 

S

U
R

λ2

=  (Ω) 

 

U R 

C 

IEC   2005/02 
 

 

22 12 λ−π
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Uf

S
C  (F) 

 
b) Parallel connection 
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U
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2

=  (Ω) 

 

R C U 

IEC   2006/02  
2

2

2

1

Uf

S
C

π

−
=

λ
 (F) 

 

MS IEC 62040-1:2012

© STANDARDS MALAYSIA 2012 - All rights reserved



 – 52 –  

L.5  Reference non-linear load 

L.5.1 General 

To simulate a single-phase steady-state rectifier/capacitor load, the UPS is loaded with a 
diode-rectifier bridge which has a capacitor and a resistor in parallel on its output. 

The total single-phase load may be formed by a single load or formed by multiple equivalent 
loads in parallel. 

 
IEC   2007/02 

Rs 

R1 U UC 

 

UC is the rectified voltage in V; 

R1 is the load resistor, representing 66 % of active power of the total apparent power S; 

RS is the series line resistor, representing 4 % active power of the total apparent power S 
(the 4 % is according to IEC/TC 64 proposal of voltage drop in power lines). 

NOTE 1 The following is related to the frequency of 50 Hz, to an output voltage distortion of maximum 8 % 

according to IEC 61000-2-2 and to power factor λ = 0,7 (i.e. 70 % of the apparent power S will be dissipated as 
active power in the two resistors R1 and RS ). 

A ripple voltage, 5 % peak to peak of the capacitor voltage UC corresponds to a time constant 

of R1 × C = 0,15 s. 

Observing peak voltage, distortion of line voltage, voltage drop in line cables and ripple 
voltage of rectified voltage, the average of the rectified voltage UC will be: 

UC = 2 × (0,92 × 0,96 × 0,975) × U = 1,22 × U 

and the values of resistors RS, R1 and capacitor C will be calculated by the following: 

RS = 0,04 × U2/S  

R1 = (UC)2/(0,66 × S)  

C  = 0,15 s /R1  

NOTE 2 Resistor RS can be placed in either the a.c. or d.c. side of the rectifier bridge. 

NOTE 3 The actual value of the components used in the test should be in the range with respect to the calculated 
values of:  

RS ±10 % 

R1 to be adjusted during test to obtain rated output apparent power. 

C –0 % / +25 %. 

NOTE 4 The value of capacitor C is valid for 50 Hz and mixed 50 Hz and 60 Hz designs. 

NOTE 5 This standard does not cover d.c. supplied electronic ballasts (IEC 61347 and IEC 60925). 
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L.5.2 Test method 

The following test procedure applies. 

a) The non-linear reference load circuit shall initially be connected to an a.c. input supply at 
the rated output voltage specified for the UPS under test. 

b) The a.c. input supply impedance shall not cause a distortion of the a.c. input waveform 
greater than 8 % when supplying this reference load (see IEC 61000-2-2). 

c) The resistor R1 shall be adjusted to obtain the rated output apparent power (S) specified 
for the UPS under test. 

d) After adjustment of resistor R1, the non-linear reference load shall be applied to the 
output of the UPS under test without further adjustment. 

e) The reference load shall be used, without further adjustment, whilst performing all tests to 
obtain parameters required under non-linear loading, as defined in the proper clauses. 

L.5.3 Connection of the non-linear reference load 

The non-linear reference load is connected as follows. 

a) For single-phase UPS, the non-linear reference load is used with apparent power S equal 
to the UPS rated apparent power up to 33 kVA. 

b) For single-phase UPS rated above 33 kVA, the non-linear load is used with apparent 
power S of 33 kVA, plus linear load up to the apparent and active power ratings of the 
UPS. 

c) For three-phase UPS designed for single-phase loads, equal single-phase non-linear 
loads shall be connected either line-neutral or line-to-line, depending upon the national 
power system configuration the UPS is designed for, up to 100 kVA UPS apparent and 
active power rating. 

d) For three-phase UPS rated above 100 kVA, the loads according to Clause 3 shall be 
used, plus linear load up to the apparent and active power ratings of the UPS. 
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Annex M  
(normative) 

 
Ventilation of battery compartments 

 

M.1 General 

The enclosure or compartment housing a vented battery where gassing is possible during 
heavy discharge, overcharging, or similar type of usage shall be vented. The means of 
venting shall provide airflow throughout the compartment in order to reduce the risk of 
build-up of pressure or accumulation of a gas mixture, such as hydrogen-air, involving a risk 
of injury to persons. 

The requirements in this annex assume the gas mixture to be hydrogen-air, which is lighter 
than air. Consequently, for compliance, additional ventilation openings may be required in the 
uppermost portions of the battery enclosure or compartment where such a gas mixture may 
accumulate. 

Arcing parts, such as the contacts of switches, circuit breakers, open fuse links and relays, if 
mounted within an enclosure or compartment housing a battery, shall be mounted at least 
100 mm below the lowest battery vent and the enclosure or compartment shall not vent into 
closed spaces where such parts are located. For purposes of this requirement, sand enclosed 
fuses and connectors do not contain arcing parts. Battery or compartment monitoring sensors 
(such as temperature sensors and the like) may be located in the enclosure or compartment. 

M.2 Normal conditions 

The lower explosion level (LEL) of hydrogen in a (hydrogen-air) mixture, under normal 
conditions of pressure and temperature, is 4 % by volume. With reference to Clause M.1, the 
venting means shall prevent hydrogen concentration, under normal operating and charging 
conditions, in excess of 0,8 % by volume which, as a provision for abnormal situations, 
includes a safety factor of 5. 

A lead-acid battery at full charge, when most of the charging energy goes into gas, will 
generate approximately 0,028 3 m3 of hydrogen gas per cell for each 63 Ah of input  

(=0,45 × 10–3 m3/Ah). If the adequacy of the ventilation required is not obvious, a 
determination shall be made by measurement of gas concentration under normal and 
abnormal conditions as specified in this annex. 

Subject to the UPS being provided with a regulating circuit preventing an increase in battery 
charging current and voltage when the a.c. input voltage is increased within the limits 
specified for UPS operation, the formula listed below may be used to calculate the necessary 
air flow for a lead-acid battery compartment that complies with the ventilation requirements of 
this annex. 

Q = v q s n I C 

where 

Q  is the ventilation air flow, in m3/h; 

v  is the necessary dilution of hydrogen (100 – 4)/4 = 24; 

q  = 0,45 × 10–3 m3/Ah generated hydrogen; 

s  is the factor of safety; 

n  is the number of battery cells; 
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I  = 2 A/100 Ah – conventional flooded cell batteries; 

I  = 1 A/100 Ah – flooded battery cells with low antimony alloy; 

I  = 0,5 A/100 Ah – flooded battery cells with recombination plugs; 

I  = 0,2 A/100 Ah – valve regulated lead-acid batteries; 

C  is the battery nominal capacity in Ah at the 10 h discharge rate. 

NOTE 1 To allow for equalization (boost charging) and in the case of valve-regulated batteries, operation over a 
wider range of ambient temperatures the factors of I correspond to typical 2,4 V/cell figures at 25 ºC. 

By adopting safety factor s = 5, the formula for Q can be simplified by introducing the resultant 

value of  

v q s = 0,054 m3/Ah 

Q = 0,054 n I C 

Q is the air flow, m3/h 

This amount of ventilation air flow shall preferably be ensured by natural air flow, otherwise by 
enforced ventilation. 

Inlet and outlet apertures shall allow for a free access of air flow. The mean speed of air 
through the apertures shall at least be in the region of 0,1 m/s ( = 360 m/h). 
 
With this amount of natural air flow, the battery compartment shall contain air inlet and outlet 
apertures with a free area of at least  

A ≥ Q/360 [m
2
] 

NOTE 2 Natural ventilation is applicable where the electrical power for hydrogen generation keeps below certain 
limits. Otherwise, the ventilation air outlets would exceed acceptable dimensions. The limits for natural ventilation 
depend on the battery capacity and the number of cells, and also on the battery technology (vented cells, valve-
regulated cells), and the battery charging voltage applied. 

The above calculation method will result in a sufficient degree of safety against explosion, 
assuming hot (>300 °C) or sparking components are kept at adequate distance from battery 
vent plugs or gas pressure outlets. In battery rooms, a distance of 500 mm may be regarded 
as ensuring sufficient safety. In battery compartments or cabinets or batteries built-in with 
UPS, it is permitted to reduce this distance depending on the level of ventilation. 

The most severe charging rate referred to above is the maximum charging rate that does not 
cause a thermal or overcurrent protective device to open. 

M.3 Blocked conditions 

The ventilating means for an enclosure or a compartment housing a battery shall comply with 
the requirements in Clause M.1 under test conditions as described in 8.3.1. During, and at the 
conclusion of the test, the maximum hydrogen gas concentration shall not be more than 2 % 
by volume. 
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M.4 Overcharge conditions 

If a measurement is needed to determine if a battery compartment complies with Clause M.2, 
the battery charger shall be connected to a supply circuit adjusted to 106 % of nominal 
voltage and then subjected to 7 h of overcharging using a fully charged battery. Any 
operator-adjustable controls associated with the charger or charging circuit shall be adjusted 
for the most severe charging rate. 

Exception 1: This requirement does not apply to a UPS to be used with a battery charger that 
is not investigated with the UPS. 

Exception 2: This requirement does not apply to a UPS provided with a regulating circuit 
preventing an increase in battery charging current and voltage when the a.c. input voltage is 
increased from rated value to 106 % of rated value.  

During, and at the conclusion of the test, the maximum hydrogen gas concentration shall not 
be more than 2 % by volume. Measurements are to be made by sampling the atmosphere 
inside the battery compartment at the periods of 2 h, 4 h, 6 h and 7 h during the test. Samples 
of the atmosphere within the battery compartment are to be taken at the location where the 
greatest concentration of hydrogen gas is likely, using an aspirator bulb provided with the 
concentration measurement equipment, or other equivalent means. 
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Annex N  
(normative) 

 
Minimum and maximum cross-sections of copper conductors  

suitable for connection (see 6.3) 
 
 

The following Table N.1 applies for the connection of one copper cable per terminal. 

Table N.1 – Conductor cross-sections 
(extract from IEC 60439-1) 

a b c d e 

Solid or stranded conductors Flexible conductors 

Cross-sections Cross-sections Rated current 

Minimum Maximum Minimum Maximum 

A mm2 mm2 

6 0,75 1,5 0,5 1,5 

8 1 2,5 0,75 2,5 

10 1 2,5 0,75 2,5 

12 1 2,5 0,75 2,5 

16 1,5 4 1 4 

20 1,5 6 1 4 

25 2,5 6 1,5 4 

32 2,5 10 1,5 6 

40 4 16 2,5 10 

63 6 25 6 16 

80 10 35 10 25 

100 16 50 16 35 

125 25 70 25 50 

160 35 95 35 70 

200 50 120 50 95 

250 70 150 70 120 

315 95 240 95 185 

NOTE In cases where it is necessary to provide for conductors other that those specified in the table, 
the terminals should be sized accordingly. 
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Annex O  
(informative) 

 
Guidance for disconnection of batteries during shipment 

 
 

O.1 Applicable products 

This informative annex applies to UPS and battery cabinets containing internal batteries. 
Currently, the following provisions are for use as a guide only. It may be a normative annex in 
the future. 

O.2 Battery disconnection 

Manufacturers should provide a means to disconnect the battery for the purposes of 
shipment. The means shall be located as close to the battery as possible and before the 
battery circuit connects to any other electrical devices or circuits, including printed wiring 
assemblies.  

O.3 Package labelling/marking  

A precautionary label should be affixed to the shipping carton to alert individuals as to 
whether the batteries within the package have been disconnected or not.  

Manufacturers should use the label shown in Figure O.1 for products that have had the 
battery disconnected prior to shipment. 

 

BATTERIES, NON-SPILLABLE 
Packages, crushed, punctured, or torn such that 

contents are revealed, should be set aside in an 

isolated area and be inspected by a qualified  
person.  If the package is deemed to be not  
shippable, contents shall be promptly collected, 

segregated, and either the consignor or consignee 

contacted.

IF DAMAGED! 

Pb 

_ 
+ 

CAUTION IF DAMAGED 

Battery is NOT connected 

IEC   724/08 
 

Figure O.1 – Precautionary label for products shipped with the battery disconnected 

Manufacturers shall use the label shown in Figure O.2 for products that have not had the 
battery disconnected prior to shipment.  
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BATTERIES, NON-SPILLABLE 
Packages , crushed, punctured, or torn such that 

contents are revealed, should be set aside in an 

isolated area and be inspected by a qualified  
person.  If the package is deemed to be not  
shippable, contents shall be promptly collected,  
segregated, and either the consignor or consignee  
contacted.

IF DAMAGED ! 

Pb 

_ 
+ 

CAUTION IF DAMAGED 

Battery IS connected 

IEC   725/08
 

Figure O.2 – Precautionary label for products shipped with the battery connected 

NOTE The "Pb" in the battery symbol for Figure O.1 and Figure O.2 pertains to sealed lead acid batteries. The 
appropriate chemical symbol should be substituted for other battery chemistries. 

O.4 Damage inspection 

Cartons that have been crushed, punctured, or torn in such a way that contents are revealed 
shall be set aside in an isolated area and inspected by a qualified person. If the package is 
deemed to be not shippable, the contents shall be promptly collected, segregated, and either 
the consignor or consignee contacted. Manufacturers should communicate these guidelines to 
shippers and handlers of the applicable products. 

O.5 The importance of safe handling procedures 

UPS manufacturers in this programme have conducted comprehensive tests to ensure the 
equipment they distribute around the world is safe for air transport. Nonetheless, it is 
important to understand that UPS and battery cabinets containing internal batteries can cause 
fire, smoke or other similar safety hazards if damaged. These products must be handled with 
care and immediately inspected if visibly damaged. 
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